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Zones & study results 

Zone 3 overview 
 
Zone 3 includes the Wisconsin counties of: 

 Columbia 
 Crawford (southern portion) 
 Dane 
 Dodge 
 Grant 
 Green 
 Iowa 
 Lafayette 
 Jefferson 
 Richland 
 Rock 
 Sauk 
 Walworth and 
 Winnebago, Ill. (northern portion) 

 
The physical boundaries of Zone 3 and transmission facilities located in Zone 3 are shown 
in Figure ZS-19.  
 
Land use in Zone 3 is largely rural, urban and agricultural.  
 
The major population centers are the Madison metropolitan area and the Janesville/Beloit 
area.  
 
Zone 3 typically experiences peak demands during the summer months. Manufacturing, 
food processing, state government and institutional loads are among the largest electricity 
users in the zone. 

Zone 3 demographics 
The population of the counties in Zone 3 grew at an annual rate of 1.0 percent from 1995 to 
2005. The highest growth rate occurred in Walworth County (1.6 percent), while the largest 
increase in population over the period occurred in Dane County, which increased by 51,500 
people. 
 
During the same period, the annual employment growth rate was 1.5 percent. The highest 
growth rate occurred in Iowa County, while the largest increase in employment occurred in 
Dane County. 
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Zone 3 future population and employment projections 
Population in Zone 3 grew at 1.1 percent annually between 2001 and 2006 and is projected 
to grow at 1.0 percent from 2006 through 2011. From 2001 to 2006, Dane County realized 
the largest increase in population, while Walworth County has the highest growth rate. 
 
Employment in Zone 3 grew at 1.3 percent annually between 2001 and 2006 and is 
projected to grow at 1.7 percent from 2006 through 2011. From 2001 to 2006, Dane County 
realized the largest increase in employment and the highest growth rate. 
 

Zone 3 environmental considerations 
Zone 3 covers the south central and southwestern portions of Wisconsin and the Illinois 
county of Winnebago.  
 
The ecological landscapes in this zone vary from Southeast Glacial Plains in the east 
through the Central Sand Hills area to areas that are part of the Southwest Savanna and 
Western Coulee and Ridges landscapes in the west. The eastern portions of the zone 
generally are level to gently rolling terrain, while the western areas are characterized by the 
ridges and valleys of the drift less area.  
 
The northern and western portions of this zone are located in the Lower Wisconsin River 
Drainage Basin, and the Mississippi River forms the zone’s western boundary. Other 
portions of this zone are located in the Grant-Platte, Sugar River-Pecatonica, Upper and 
Lower Rock and Fox Illinois drainage basins. Horicon Marsh National Wildlife Refuge is 
located in the northeast part of the zone, and the Upper Mississippi River Wildlife and Fish 
Refuge is located along the zone’s western edge. The Baraboo Hills are located in the 
north-central portion of the zone. The Lower Wisconsin River State Riverway also is found 
in this zone.  

Zone 3 electricity demand and generation 
The coincident peak load forecasts for Zone 3 for 2007, 2011 and 2015 are shown in Table 
ZS-9. Existing generation, along with proposed generation based on projected in-service 
year, also are shown. The resultant capacity margins, with or without the proposed 
generation, are shown as well. 
 
The table shows that load is projected to grow at roughly 2.9 percent annually from 2007 
through 2015. Comparing load with generation (at maximum output) within the zone 
indicates that Zone 3 has more generation than peak load during peak load periods. 
However, actual operating experience indicates that during most load periods, Zone 3 is a 
net importer of power. 
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Zone 3 transmission system issues 
Key transmission facilities in Zone 3 include: 

 the Columbia-North Madison 345-kV line, 
 the Columbia-Rockdale-Paddock-Wempletown 345-kV line 
 the Paddock-Wempletown 345-kV line and  
 the 138-kV facilities from the Nelson Dewey Power Plant, around the Madison area 

and in the southeast portion of Zone 3.  
 
Key system performance issues in Zone 3 include: 

 import capability into the Madison area, whether from sources internal or external to 
the zone, 

 insufficient 345/138-kV and 138/69-kV transformer capability in Dane and Rock 
Counties, 

 heavily loaded 138- and 69-kV facilities in the eastern portion of Zone 3, 
 low voltages on the 138-kV and 69-kV facilities in the western portion of Zone 3, 
 Minnesota-eastern Wisconsin power transfers. The 138-kV and 69-kV facilities in the 

western portion of Zone 3 can be heavily loaded due to load growth combined with 
large power flows from MAPP, 

 Columbia generator reaches maximum reactive power output for the loss of the 
other Columbia generator, 

 parallel path flows from northern Illinois. The 138-kV facilities in the eastern portion 
of Zone 3 can be heavily loaded in part due to significant generation development in 
northern Illinois, 

 low voltages on facilities in Dane, Dodge, Green, Jefferson and Sauk counties, in 
particular, 

 widespread intact system 138 and 69-kV low voltages in Sauk, Columbia and Dodge 
counties are a serious emerging problem in 2014 and beyond, and 

 impact of new generation.  
 
Zone 3 - 2007 study results 
 
Refer to Table ZS-1 and Figure ZS-7 

Summary of key findings 
 Low voltages throughout Zone 3 require a total of 294 MVAR of capacitor banks be 

installed by 2010. 
 A significant number of lines and transformers will be uprated to avoid overloads 

under single contingency. 
 Accommodating the Riverside generation (in service) required numerous 

transmission system reinforcements, which either have been or are being 
implemented. 
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 Accommodating the West Campus generation (in service) required several 
transmission reinforcements, which either have been or are in the process of being 
implemented. It is also providing much-needed voltage support in the Madison area. 

 Maintaining reliability of service to load in and around the Madison area requires that 
system reinforcements (138-kV and 345-kV) be implemented in the near term and 
that a number of lines be uprated. Longer term, a 345-kV source on the west side of 
Madison will be required. 

 Load growth in Rock and Walworth counties, higher than the ATC average, is driving 
the need for system reinforcements in these counties. 

 
In response to low voltages throughout Zone 3, a total of 294 MVAR of capacitor banks 
distributed at the South Monroe, Rubicon, South Lake Geneva, Brewer, Boscobel, 
Kilbourn, North Beaver Dam, Spring Green and Artesian substations were deemed to be 
the most feasible solutions.  
 
During summer peak loading in 2007, a Columbia generator outage could cause the 
adjacent generating unit to reach its maximum reactive power output. A near-term remedy 
for the low 138-kV voltages near and around the Columbia Power Plant may be changing 
the fixed taps on the Columbia 345/138-kV transformers. More study work needs to be 
done and any changes to these settings must be coordinated with the Columbia Power 
Plant engineering staff to ensure that the auxiliary plant loads are not adversely affected by 
these tap changes. We currently mitigate several of the identified 138-kV low voltages 
through remote control of the 138/69-kV transformers in the affected areas. In certain 
instances, transformer load tap changers are adjusted to bring the 138-kV contingency 
voltages above the planning criteria limits while maintaining the 69-kV bus voltages above 
criteria limits. This is a balancing act, and as loads continue to grow the process will no 
longer be effective.  
 
When the voltage mitigation measure mentioned above is no longer deemed viable, 
reinforcements have been proposed to resolve the issues. The two most notable examples 
of this in Zone 3 are in the Beaver Dam and Wisconsin Dells areas. Two 24.5 MVAR 
capacitor banks are proposed for the North Beaver Dam 138-kV Substation in 2009. In 
addition, two 16.33 MVAR capacitor banks are proposed for the Kilbourn 69-kV Substation 
and two 24.5 MVAR capacitor banks are proposed for the Artesian 138-kV Substation in 
2009. These new Kilbourn and Artesian capacitor bank projects replace a previously 
proposed project to add four 24.5 MVAR capacitor banks at Trienda Substation, resulting in 
improved system performance. 
 
There were a number of facility overloads and several facilities near their emergency 
ratings in Zone 3 based on the 2007 analysis. Many projects are either planned or 
proposed to address these near-term thermal problems by 2009. We plan to install a 
second Kilbourn 138/69-kV transformer and have proposed a second Hillman 138/69-kV 
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transformer. We also propose to uprate four 138-kV lines, nine 69-kV lines, one 138/69-kV 
transformer and one 345/138-kV transformer.  
 
A transmission-to-distribution interconnection proposed for Wyocena Substation provides 
another reason for extending a transmission line from Columbia to Rio with a loop through 
to feed into the new substation (2008). This new line will utilize mostly new right-of-way and 
in addition to supporting the proposed distribution interconnection will provide voltage 
support and loading relief to the North Randolph to Rio to Academy 69-kV loop.  
 
Overloads for outages of the Dane to Waunakee or West Middleton to Pheasant Branch 
69-kV lines and the North Madison 138/69-kV transformer highlight the need for additional 
transmission reinforcements in this area. The first phase of the reinforcements is complete. 
This included uprating the Dane-Waunakee, Waunakee-Huiskamp and West Middleton-
Pheasant Branch 69-kV lines as well as uprating the North Madison 138/69-kV transformer. 
The second phase of the reinforcements includes the construction of a new 138-kV line, 
North Madison-Huiskamp, and the construction of a new substation with a 138/69-kV 
transformer near Huiskamp (2008).  
 
In order to provide transmission service for the West Campus cogeneration facility, the 
Columbia-North Madison line conversion project, along with a new 345-kV bus at North 
Madison Substation and replacement of the existing 345/138-kV transformers at North 
Madison was completed in 2006. In addition, the Kegonsa Substation was expanded to 
accommodate interconnecting the Christiana-Fitchburg 138-kV circuit and the Kegonsa-
Femrite 69- to 138-kV voltage conversion project. Both of these projects will improve 
voltage profiles and relieve heavy line loading on the east side of Madison and through 
downtown Madison for the next several years. However, one or more new 345-kV circuits 
to the west side of Madison eventually will be needed to provide long-term reliable service 
to the area and to provide a source to the 138-kV network in southwest Wisconsin. 
 
Several pending overloads and low voltages in southern Dane and Green counties are 
prompting the need for additional transmission system support in the area. The existing 69-
kV line between Oregon and Verona substations is being rebuilt on new structures with 
larger conductor in part because of its deteriorated condition. This rebuild will help relieve 
some of the voltage and loading problems in the near term. In addition, a new 138-kV line 
from the Fitchburg area (Oak Ridge Substation) to Verona (previously Montrose 
Substation) is being planned to provide additional support that is needed as loads continue 
to grow in southern Dane County at a rate of two to three times the ATC system average. 
The Montrose endpoint is changed to the existing Verona Substation due to routing issues, 
public input and the Oregon-Verona rebuild plan.  
 
Dodge County is also experiencing considerable load growth. The Rubicon-Horicon 138-kV 
line project is needed in 2008 to relieve several low 69- and 138-kV bus voltages during a 
number of key contingencies. The Academy 138/69-kV transformer that supplies power 
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into Beaver Dam Substation and several 69-kV lines feeding the county will be susceptible 
to overloads under contingency. The Rubicon-Horicon project will eliminate those potential 
overloads as well. 
 
The western portion of Jefferson County and the eastern portion of Dane County have also 
experienced high residential, commercial, and industrial load growth. Much of the area is 
served by the Rockdale Substation. Studies conducted by Planning indicate that by 2008, 
unacceptable voltages could be experienced in the Academy, Boxelder, London, 
Cambridge, Lakehead, and Jefferson substation areas with the outage of any segment of 
the Rockdale-Boxelder or Rockdale-Jefferson 138-kV lines. In order to provide reliable 
service to the area, a new Jefferson-Lake Mills-Stony Brook 138-kV line has been planned. 
 
There are several pockets of low voltages and some overloads in eastern Rock and 
western Walworth counties. The maintenance rebuild of the Turtle-West Darien 69-kV line 
with initial operation at 69 kV will remedy this situation. In conjunction with this project, a 
new line from West Darien through a new Southwest Delavan Substation to the Delavan 
area is planned. This project will allow ATC to retire a portion of the existing Turtle-Bristol 
line, which is routed through an environmentally sensitive area, and to provide service to 
requested transmission-to-distribution interconnections (Southwest Delavan and North 
Shore substations). 
 
Projects whose “Need date” precedes the “In-service” date: 
Uprate Rock River 138/69-kV transformer terminal equipment to achieve a 65 MVA 
summer emergency rating and uprate Rock River-Turtle 69-kV line to a 94 MVA summer 
emergency rating: The need year is listed as 2006. The in-service year is still to be 
determined due to resource constraints in 2007. The Turtle-Bristol (Y-3) conversion project 
in 2009 will be the long-term plan to address these overloads. Interim solutions are still 
under review for the 2006-2008 timeframe. 
 
Upgrade the 5.4 MVAR capacitor bank to 10.8 MVAR at New Glarus Substation: The need 
year is listed as 2006. The in-service year is to be determined due to resource constraints 
in 2007. The Oak Ridge-Verona 138-kV project in 2009 will be the long-term plan to 
address low voltage issues in the New Glarus area. Interim solutions are still under review 
for the 2006-2008 timeframe including possible distribution capacitor bank installation(s). 
 
Uprate Colley Road-Park Avenue Tap 69-kV line to 95 MVA: The need year is listed as 
2006. The in-service year is currently summer of 2007. The Colley Road-Park Avenue Tap 
69-kV line is overloaded for the loss of the Paddock 138/69-kV transformer in our 2006 
summer peak model. This overload was an issue in our previous 10-Year Assessment, 
however it was inadvertently missed. Interim operating steps are still under review for the 
summer of 2006. 
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Uprate Brodhead-South Monroe 69-kV line to 48 MVA: The need year is listed as 2006. 
The in-service year is summer of 2007 due to a construction delays. Interim operating 
steps are still under review for the summer of 2006. 
 
Install 2-16.33 MVAR capacitor banks at Rubicon 138-kV Substation: The need year is 
listed as 2006. The in-service year is summer of 2007 due to construction delays. 
Dispatching Concord generation will be a possible operating step to address the low 
voltages issues in 2006. 
 
Uprate North Lake Geneva-Lake Geneva 69-kV line to 84 MVA: The need year is listed as 
2006. The in-service year is summer of 2007. This is a recently discovered overload due to 
revised load and modeling information. Load bridging capability between Lake Geneva and 
North Lake Geneva substations will help relieve the existing overload issues in 2006. 
 
Construct new 69-kV line from Columbia to Rio to feed the proposed Wyocena Substation: 
The need year is 2004. The in-service year is 2007 due primarily to construction and 
resource constraints. An operating restriction on the load added at Rio Substation allows 
for the delay. 
 
Install 1-16.33 MVAR 69-kV capacitor bank at South Lake Geneva Substation: The need 
year is listed as 2007. The in-service year is summer of 2008. The delay is due to resource 
constraints. Load bridging capability between Lake Geneva and North Lake Geneva 
substations and load tap changers at both North Lake Geneva and Brick Church 
substations will help relieve the existing low voltage issues in 2007-2008. 
 
Construct a Jefferson-Stony Brook 138-kV line: The need year is 2006. The in-service year 
is 2008. The difference is mainly due to the regulatory process and a T-D interconnection 
delay. Dispatching Concord generation and/or load tap changers at Academy and North 
Randolph transformers will help relieve the low voltage issues in 2006-2007. 
 
Install 2-24.5 MVAR 138-kV capacitor banks at North Beaver Dam Substation: The need 
year is 2005 and the in-service year is 2008. System operating controlled load tap changer 
adjustments at the North Beaver Dam, North Randolph and Academy transformers allow 
this project to be delayed until 2008. 
 
Install a second 138/69-kV transformer at Hillman Substation: The need year is 2008 and 
the in-service year is 2009. This delay is due to resource constraints. Interim operating 
steps are still under review for the summer of 2008. 
 
Convert Rock River to Bristol to Elkhorn to 138-kV operation and rebuild Bristol Substation 
with a new 138-kV bus: The need year is 2008 and the in-service year is 2009. This delay 
is due to the regulatory process. Interim operating steps are still under review for the 
summer of 2008. 
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Loop Nine Springs-Pflaum 69-kV line into Femrite Substation: The need year is 2006 and 
the in-service year is 2010. This delay is mainly due to resource constraints. A possible 
interim system solution could be a mixture of dispatching the Nine Springs generation 
and/or bridging load (i.e. transferring load from one source to another).  
 
Zone 3 - 2011 study results 
 
Refer to Table ZS-2 and Figure ZS-8 

Summary of key findings 
 The numerous low voltages and line overloads along with the potential for voltage 

collapse in the Madison area signal the need for another new 345-kV source on the 
west side of Madison in addition to the second Columbia-North Madison 345-kV line. 

 Intact system 138-kV voltages in the Columbia and Sauk County areas are 
approaching 95 percent by 2011 without additional reactive support. This is due in 
large part to the high loads in the area.  

 The Fitchburg to Royster 69-kV line will be overloaded and the area will experience 
low voltages under single contingency conditions. Looping the line in and out of 
Femrite Substation is proposed to address these issues. 

 Load growth in Green County, west of Rock County and south of Dane County 
requires one additional 138-kV source into the area. Adding Bass Creek 138/69-kV 
transformation will address a number of potential low voltage problems and 
transformer overloads.  

 The 69-kV system on the northeast side of Dane County requires one additional 
138-kV source to avoid line overloads and low voltages. The Yahara River 138/69-
kV transformer project will adequately address the issues. 

 Walworth County will require additional support to accommodate several 
transmission-to-distribution interconnections, mitigate impending overloads on 
various facilities and support voltages at numerous substations under contingency. 
The conversion of the Rock River-Elkhorn line from 69-kV to 138 kV is proposed to 
resolve these issues. 

 Import capability from Illinois can be severely limited by transmission facilities 
outside of our system for loss of the Wempletown-Paddock 345-kV line 
(ATC/Commonwealth Edison facility). This limitation has been addressed to some 
degree by installing a second 345-kV line between Wempletown and south central 
Wisconsin (Paddock Substation). The underlying 138-kV transmission system in the 
Janesville area and to the north still poses limitations for transfers into the Madison 
area.  

 
The Rockdale-West Middleton 345-kV line will address line overloads and low voltage 
issues in Dane County and is planned to be service by 2011. Demand in Dane County is 
projected to grow at an above-average rate for the ATC system. High demand coupled with 
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generation retirements, concerns about the age and high cost of remaining generators, and 
stress on the transmission lines that are critical for importing power to Dane County will 
continue to increase. By 2011 Madison Gas and Electric (MGE) will stop burning coal at 
their Blount Power Plant and will retire units 3, 4 and 5. The remaining two units at Blount 
will stay in service and will use natural gas as the primary fuel.  
  
The Columbia and Sauk County areas are experiencing high load growth, especially in 
Wisconsin Dells. A total of 82 MVAR of capacitor banks are planned to be installed at the 
Kilbourn and Artesian substations in 2009. However, potential Kirkwood to Artesian line 
overloads and serious post-contingency low voltages around the Reedsburg loop call for 
additional transmission reinforcements. The Lake Delton-Birchwood 138-kV project in 2013 
will not only interconnect a new T-D substation, but also address impending low voltages 
and overloads identified on the transmission system. 
 
The Fitchburg to Royster 69-kV line is susceptible to thermal overloads and the area 
experiences low voltages at Syene, Nine Springs, and Pflaum for loss of either end of the 
line. In the 2005 10-Year Assessment, a 2010 project (looping the Femrite to Royster 69-
kV line into AGA Gas Substation) was proposed to resolve these issues. However, based 
on a more detailed study, looping the Nine Springs to Pflaum 69-kV line in and out of the 
Femrite Substation provides improved system performance over the previous project. 
Another possible alternative is to rebuild the Fitchburg to Royster 69-kV line and install 
additional capacitor banks along the line. This alternative will need to be considered and 
analyzed in order to ensure that the best value solution is chosen, meeting system needs 
while minimizing costs and public impact. 
  
The Evansville and Brodhead areas are facing unacceptably low voltages under single 
contingency conditions. In addition, the North Monroe 138/69-kV transformer loading is 
approaching to its summer normal rating under system intact conditions. A new Bass Creek 
138/69-kV transformer and the Townline Road–Bass Creek 138-kV line reconductor in 
2010 will address these problems and provide one additional 138-kV source into Green 
County. This project will also allow us to delay a new Brooklyn to Evansville 69-kV line 
project from 2011 to 2016 and a second North Monroe 138/69-kV transformer project from 
2014 to beyond 2016. 
 
Potential thermal overloads for the Columbia to Deforest 69-kV line and widespread low 
voltages in northeast Dane County in 2011 call for additional transmission reinforcement 
into the area. Installing a 138/69-kV transformer at Yahara River Substation and looping 
the Deforest -Token Creek 69-kV line in and out of Yahara River will address these 
problems in the long term. Other alternatives such as a line rebuild or capacitor banks will 
be compared during the scoping development process to determine the best plan. 
 
The 138-kV Rock River to Elkhorn line conversion project will not only address a number of 
line and transformer overloads but also make the system ready for rebuilding both Colley 
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Road to Brick Church 138- and 69-kV lines. These two lines have condition issues that 
require they be rebuilt in the near future. In addition, the current operating guide which is to 
open the Colley Road to Brick Church 69-kV line for the loss of the Colley Road to Brick 
Church 138-kV line can be eliminated.  
 
Import capability from the areas to the south and southwest of Zone 3 continues to be a 
major concern and is being addressed in our Access Initiative. On March 23, 2006, the 
Public Service Commission of Wisconsin (PSCW) released the Commission Staff Final 
Report on Transmission Access which states that “…Wisconsin ratepayers could benefit 
from expanded interstate transmission investment, particularly from investment in targeted 
smaller scale projects”1. The Paddock-Rockdale 345-kV transmission project is such a 
“targeted smaller scale project” with significant ratepayer benefits. As a result, ATC plans to 
develop a Certificate of Public Convenience and Necessity (CPCN) application for 
Paddock-Rockdale as an Access Initiative project with a 2010 in-service date. This 
application will include additional analyses to further examine the merits, risks and impacts 
of the project under a wide variety of scenarios and sensitivities to ensure that the project is 
robust under a realistic range of potential futures. Preparation for filing the CPCN will 
include significant additional regional cooperation and planning and public input.  
 
Zone 3 - 2015 study results 
 
Refer to Table ZS-3 and Figure ZS-9 

Summary of key findings 
 Load growth in the Janesville area causes several transmission elements to be 

overloaded.  
 The three Columbia 345/138-kV transformer loadings under single contingency are 

approaching to their maximum summer emergency rating by 2015. 
 The 138-kV line from Nelson Dewey to Columbia substations will require more 

voltage support. Adding two-16.33 MVAR capacitor banks at Eden Substation may 
adequately address these problems. 

 Low voltages along the long 69-kV lines from Stage Coach to Spring Green to Gran 
Grae substations signal the need for reinforcements in that area. Capacitor bank 
projects may adequately address these issues. 

 
The McCue and Janesville 138/69-kV transformers are overloaded for loss of one or the 
other in 2013. In addition, the McCue-Janesville 69-kV line is overloaded for loss of the 
McCue transformer in the same timeframe. A second McCue 138/69-kV transformer has 
been proposed to address these thermal issues. 
 

                                                 
1 Commission Staff Final Report on Transmission Access, page 1. 
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Both of the Columbia 200 MVA, 345/138-kV transformer loadings are close to their summer 
emergency ratings for the loss of the Columbia 400 MVA, 345/138-kV transformer by 2015. 
In addition, the Columbia-Portage 138-kV line is overloaded for the loss of the other 
Columbia to Portage 138-kV line in 2014. Adding a North Randolph 345/138-kV 
transformer is proposed to relieve these overloads. This project is expected to provide 
needed voltage support for Dodge and Jefferson counties. 
 
Low voltages in several rural areas along the long 69-kV lines from Stage Coach to Gran 
Grae Substation are signaling the need for additional reactive power support. We plan to 
install one-8.16 MVAR capacitor bank at Boscobel Substation and upgrade the existing 5.4 
MVAR capacitor bank to 8.16 MVAR in 2013. In addition, two-12.33 MVAR capacitor banks 
are proposed to be installed at the Mazomanie 69-kV Substation in 2014. These capacitor 
bank projects along with the 2011 Spring Green capacitor bank and the 2014 Eden 
capacitor bank projects combine to delay three major line projects beyond 2016 (West 
Middleton-Spring Green 138-kV conversion project, Eden-Muscoda-Richland Center 69-kV 
line project and the Hillman-Eden 138-kV conversion project).  
 
High growth in demand in Dane County, concerns about an aging local generation fleet, the 
high cost of local generation, not having enough local generation to meet the demand, and 
increased dependence on imports from outside Dane County will continue to require new 
transmission lines every few years. Another phase of reinforcements for Dane County is 
the closing of the 345-kV loop around Madison by constructing a 345-kV line from West 
Middleton to North Madison (2015). MGE has recently announced that by 2011 generating 
units at Blount Power Plant will stop burning coal and 3 of 5 units will be retired. The 
remaining two units at Blount will stay in service and will use natural gas as primary fuel. 
Study work to determine the impact of the retirement is on-going and may result in 
additional projects or acceleration of the existing plans. 
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