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Electric Transmission and Related Facilities

Transmission Facilities
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Transmission Line Voltage and Type

Non-ATC
69 kV 69 kV Double Circuit /n 69 kV Underground / <50 kv
115KV & 115KV Double Circuit 69KV
138KV & " 138KV Double Circuit #~ 138kV Underground 88KV
161 kV 161 kV Double Circuit 115 kV
230 kV 230 kV Double Circuit 161 kv
345KV * ' 345KV Double Circuit .y

Non-Op Underground

Mixed voltage double circuit lines drawn with each line color corresponding to the appropriate voltage.
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AMERICAN TRANSMISSION COMPANY ®

Currently, ATC owns or operates transmission facilities in 50 Wisconsin counties and in
15 Michigan counties. Facilities include:
* Approximately 9350 miles of transmission lines
* 96 wholly owned substations
* 410 jointly owned substations
* ATC offices in Madison, Cottage Grove, Pewaukee,
De Pere, Wausau and Kingsford, Ml

The information presented in this map document represent the most current and accurate
georeferenced compilation of ATC owned and operated transmission facilities available - some
facility locations may be approximate. This map is advisory and intended for reference purposes
only. Please direct any revisions or corrections to ATC Asset Applications and GIS Group.

Base Map Information: ATC, PSCW, MiDNR, WDNR




Table ZS-1
2011 Limitations and Performance Criteria Exceeded

2011 Summer Peak Case

2011 90% Load Case

2011 70% Load Case

2011 Minimum Load Case

Plannin N — - — - — - — - . . L
Zone 9 Criteria Exceeded/Need % of Facility | % of Nominal | % of Facility | % of Nominal | % of Facility | % of Nominal | % of Facility | % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage Rating Bus Voltage Rating Bus Voltage Rating Bus Voltage
1 Base case loading criteria exceeded FALSE -- FALSE -- FALSE -- FALSE -- System Intact
1 Base case voltage criteria exceeded - FALSE - FALSE - FALSE - TRUE System Intact
Marginal voltage,
1 Dartford 69-kV bus -- 91.7% -- -- -- -- -- -- Metomen — Ripon 69-kV line no mitigation needed within
this timeframe
. 89.2% 90.3-96.7% ACEC Badger West — Saratoga 138-kV line Adjust Council Creek 138/69-
! Petenwell and Council Creek 138-kV buses 89.2 — 89.8% 90.1 - 91.2% ACEC Badger West — Petenwell 138-KV line KV transformer LTC
1 ACEC Badger West 138-kV bus - 89.2% - 90.3% - - - - ACEC Badger West - Saratoga 138-kv line | AQJuSt Gouncil Creek 138/69-
kV transformer LTC
87.9-91.9% 87.9-91.9% Petenwell 138/69-kV transformer
1 Necedah, ACEC Dellwood, Friendship, ACEC Friendship and B 87.9-91.9% B 88.7 —91.5% B _ B _ Petenwell — Big Pond 69-kV line Mitigated by generation
Houghton Rock 69-kV buses 88.9 - 91.9% 88.7 — 91.5% Necedah Tap — Big Pond 69-kV line adjustments
90.9 - 91.4% 90.0 - 91.4% Necedah Tap — Whistling Wings Tap 69-kV line
. . . Adjust Brooks Corners
- - 0, - 0, - 0, - 0, _ N 4
1 Brooks Corner 69-kV bus 87.5% 88.2% 90.2% 91.5% Whitcomb — Deer Trail 69-kV line 69/34.5-kV transformer LTC
Switch Port Edwards 69-kV
. 49 System Intact -
1 Arpin 345-kV bus - - - - - - - igg 30;0 Arpin — R yk RUN 345KV line and McMillan 115-kV
=7 rpin —Rocky Run "KViine capacitors offline
1 Harrison 69-kV bus -- -- -- -- -- -- -- 106.4% System Intact Switch ngnson l69-kV
capacitor offline
Switch area capacitor banks
1 Caroline 115-kV bus -- -- -- -- -- -- -- 106.3% System Intact offline and adjust area
transformer LTCs
Switch Birnamwood 69-kV
1 Whitcomb 115-KV bus - - - - - - - 106.0% System Intact capacitor bank offline and/or
corrected Whitcomb
transformer modeling
. 99.0% _ B _ B - B _ McKenna — Houghton Rock 69-kV line Mitigated by generation
! Petenwell 138/69-kV transformer 95.6% Castle Rock — Quincy ACEC 69-kV line adjustments
1 Vulcan — Port Edwards 138-kV line #1 123.0% B 123.0% _ 123.0% _ 123.0% _ Port Edwards — Vulcan Chemical 138-kV #2 line | Change tap on free standing
Vulcan — Port Edwards 138-kV line #2 122.8% 122.8% 122.8% 122.8% Port Edwards — Vulcan Chemical 138-kV #1 line CT's at Port Edwards
2 Base case loading criteria exceeded FALSE -- FALSE -- FALSE -- FALSE -- System Intact
2 Base case voltage criteria exceeded -- TRUE -- TRUE -- TRUE -- TRUE System Intact
105.0% M38 — Atlantic 138-kV line Mitioated b ti
2 M38 — Atlantic 69-kV line 116.8 — 121.6% - 105.0% - - = - - Atlantic 138/69-kV transformer flitigated by generation
) 5 adjustments or uprate line
110.9% -- -- M38 — Atlantic 138-kV line
2 Nordic — Mountain 69-kV line = = - . ki) = - - Plains — Arnold 138-kV line Targeéigggglgtgzgon >
98.8% Chandler 138/69-kV transformer
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Table ZS-1
2011 Limitations and Performance Criteria Exceeded

2011 Summer Peak Case

2011 90% Load Case

2011 70% Load Case

2011 Minimum Load Case

Plgz:leng Criteria Exceeded/Need % of Facility | % of Nominal | % of Facility | % of Nominal | % of Facility | % of Nominal | % of Facility | % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage Rating Bus Voltage Rating Bus Voltage Rating Bus Voltage
Targeted for mitigation by
2 Plains — Arnold 138-kV line -- - -- - 95.2% - -- -- Dead River 345/138-kV transformers? Escanaba area
reinforcements
Targeted for mitigation by
2 Straits — McGulpin 138-kV line 9903 97.6% - 97.6% - -- - - -- Straits — McGulpin 138-kV line 9901 Eastern U.P. area
reinforcements
102.4 — 108.8% Straits — Hiawatha 138-kV line 9902
Pine River — Straits 69-kV line 102.1 - 108.4% Straits 138/69-kV transformer Targeted for mitigation by
2 Pine River — Evergreen 69-kV line -- - 107.1 -113.8% - -- - -- -- Straits — Brevort 138-kV line Eastern U.P. area
Evergreen — Straits 69-kV line 106.7 - 111.9% Brevort — Lakehead 138-kV line reinforcements
105.7 - 111.0% Hiawatha — Lakehead 138-kV line
2 Engadine, Newberry, Newberry Hospital, Roberts, LouPac, B 82.9 — 90.7% _ B _ B B ~ Hiawatha — Engadine 69-kV line Mitigated by generation
Newberry Village, Hulbert and Eckerman 69-kV buses ' ' Engadine — Newberry 69-kV line adjustments
2 Engadine, Newbgrry, LouPac, Newberry Hospital, Newberry B _ _ 89.4 — 89.9% _ B B _ Hiawatha — Engadine 69-kV line Mitigateq by generation
Village, Roberts 69-kV buses adjustments
Engadine, Newberry, Newberry Hospital, Roberts, LouPac, ) ) 6 Mitigated by generation
2 Newberry Village 69-kV buses B B B 89.1-89.6% B B B B Hiawatha — Engadine 69KV line adjustments
Targeted for mitigation by
2 Brevort, Hiawatha and Lakehead 138-kV buses - - - 91.2-91.4% - -- - - Brevort — Straits 138-kV line Eastern U.P. area
reinforcements
Targeted for mitigation by
2 Brevort and Lakehead 138-kV buses - -- - 91.6-91.7% - -- - - Brevort — Lakehead 138-kV line Eastern U.P. area
reinforcements
Targeted for mitigation by
2 Hiawatha 138-kV bus -- -- - 91.4% - - -- -- Hiawatha — Lakehead 138-kV line Eastern U.P. area
reinforcements
2 North Bluff, Bay View, Mead, Gladstone, Masonville and B 90.8 — 91.6% _ B _ B B _ Chandler 138/69-kV transformer Mitigateq by generation
Lakehead 69-kV buses adjustments
Chandler, Delta, Escanaba, Masonville, Mead, Gladstone, Mitigated by generation
2 West, Lakehead, North Bluff, Bay View, Cornell, Harris 69-kV - - - -- - 88.4-91.1% - - Chandler 138/69-kV transformer .
adjustments
buses
2 Ontonagon, Stone Container and Winona 138-kV buses -- 91.3-91.7% -- - -- 91.5-91.9% -- -- M38 — Winona 138-kV line Mltlgateq by generation
adjustments
Straits, St. Ignace, Indian Lake, Evergreen, Valley, Glen Jenks, Adjust transformer tap
2 Manistique, Engadine, Hiawatha, Gould City, Curtis, Rexton, -- 104.1 — 105.7% -- - -- 104.2 — 108.0% -- 104.6 — 106.2% System Intact settings at Hiawatha, Indian
and Blaney Park 69-kV buses and Straits 138-kV bus Lake, Straits
2 Hiawatha and Lakehead 138-kV buses - - - 94.2 - 95.2% - - - 105.9 — 106.0% System Intact Mitigated by generation
adjustments
Alger Delta Hiawatha, Sault, Eckerman, Goetzville, Pickford,
Rudyard, Newberry Hospital, Newberry Village, Three Mile,
Magazine, Kinchloe, Trout Lake, Munising, Alger, Hulbert, Mitigated by generation
2 Brimley, Dafter, Detour, Engadine, Newberry, Raco, LouPac, - - - - - - - 105.0 - 106.5% System Intact adjustments
Roberts, ESE Hydro, Nine Mile, Pine River, Rockview, Pine
Grove, Tone, Talentino 69-kV buses and Brevort 138-kV bus
. Resolved by transformer
2 Lakota Road 69-kV bus - - - - - - - 119.1% Lakota Road — Conover 69-kV line ;
model adjustments
2 Lakota Road 115-kV bus -- - -- - -- - -- 110.4% Eagle River — Cranberry 115-kV line Mltlgateq by generation
adjustments
2 Atlantic 138KV bus - - - - - - - 113.0% Atlantic — M38 138-kV line Mitigated by generation
adjustments
3 Base Case Loading Criteria Exceeded FALSE -- FALSE -- FALSE -- FALSE -- System Intact
3 Base Case Voltage Criteria Exceeded -- FALSE -- FALSE -- FALSE -- FALSE System Intact
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Table ZS-1
2011 Limitations and Performance Criteria Exceeded

2011 Summer Peak Case

2011 90% Load Case

2011 70% Load Case

2011 Minimum Load Case

Plannin N — - — - — - — - . . L
Zone 9 Criteria Exceeded/Need % of Facility | % of Nominal | % of Facility | % of Nominal | % of Facility | % of Nominal | % of Facility | % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage Rating Bus Voltage Rating Bus Voltage Rating Bus Voltage
3 Concord 138-kV bus -- 95.5% -- - -- - -- - System Intact M|t|gateq by generation
adjustments
3 Concord, Butler Ridge, and Rubicon 138-kV buses - - - 95.2 — 95.9% - -- - - System Intact Mltlgateq by generation
adjustments
3 Butler Ridge and Rubicon 138-kV buses -- 90.9 - 91.4% -- - -- -- -- - Hartford — St. Lawrence 138-kV line Mltlgateq by generation
adjustments
3 Crawfish River 138-kV bus - - - 91.1% - - - - Jefferson — Crawfish River 138-kV line Mitigated by generation
adjustments
3 Crawfish River and Concord 138-kV buses -- 90.5-91.7% -- - -- -- -- - Jefferson — Crawfish River 138-kV line M|t|gateq by generation
adjustments
. . 99.0% NW Beloit — Paddock 138-kV line Mitigated by generation
3 Paddock — Townline 138kV line 97.1% Blackhawk — NW Beloit 138KV adjustments
96% 95.9% - System Intact
86.5% 87.2% - Rubicon — Hustisford 138-kV line .
3 Hubbard and Hustisford 138-kV buses - 87.1% - 87.7% - 87.2% - - Hustisford — Hubbard 138-kV line Ad‘“i:;‘;?gfi:‘irlfgfg'kv
87.1% 87.% 87.3% Rubicon — Hustisford — Hubbard 138-kV line
90.7 — 90.9% - - Hartford — St. Lawrence 138-kV line
Fox Lake, North Beaver Dam and Beaver Dam East 138-kV . Adjust North Beaver Dam
= — 0, - - = = - - — -
3 buses 89.2 — 89.3% North Randolph — Fox Lake 138-kV line 138/69-KV transformer LTC
3 Fitchburg 138-kV bus - - - - - 96.0% - - System Intact Femrite and Kegonsa 138-kv
capacitor banks
3 Huiskamp 138-kV bus - - - 88.6% - 88.4% - - Huiskamp — North Madison 138-kV line Adjust Huiskamp 138/69-kV
transformer LTC
3 Verona and Fitchburg 138-kV buses -- -- - -- -- 91.8 - 91.9% - -- Columbia generator #1 Femrite and !(egonsa 138-kv
capacitor banks
! B _ B _ 95.6% B B _ CE Byron generator #1 Mitigated by generation
3 Nelson Dewey 161/138-kV transformer 05.4% CE Byron generator #2 adjustments
. . 99.6% DPC Genoa generator #3 DPC line limitation / further
3 Nelson Dewey — Cassville 161-kV line B B B B 95.8% B B B Columbia generator #2 study needed
Short term Operating Guide /
3 Fitchburg — Syene 69-kV line 104.9% - 95.3% -- -- - - -- Royster — AGA Tap 69-kV line Nine Springs, Pflaum area
project
Short term Operating Guide /
3 Royster — AGA Gas Tap 69-kV line 103.0% - -- -- -- - -- -- Fitchburg — Syene 69-kV line Nine Springs, Pflaum area
project
Adjust Verona 138/69-kV
95.7% - -- System Intact
3 Verona 138KV bus - 90.2% - 90.2% - - - 114.8% Verona — Oak Ridge 138KV line transformer LTC / Verona 69-
kV capacitor bank project
3 Fitchburg, Cross County, Oak Ridge and Pleasant View 138- _ 95.3 — 95.9% B _ __ B B __ System Intact Femrite and !(egonsa 138-kV
kV buses capacitor banks
Verona, Oak Ridge, Pleasant View, Cross Country, Pleasant o Femrite and Kegonsa 138-kV
3 View, and Fitchburg 138-kV buses 95.0-95.9% System Intact capacitor banks
3 REC Harmony, Milton Tap and Milton 69-kV buses -- 91.9 - 92.0% - -- -- - -- -- McCue — Harmony 69-kV line Lamar 69_'2:()‘;:&“”” bank
4 Base case loading criteria exceeded FALSE -- FALSE -- FALSE -- FALSE -- System Intact
4 Base case voltage criteria exceeded -- TRUE -- FALSE -- FALSE -- TRUE System Intact
4 Badger & Belle Plaine 115KV buses - 105.0% - - - = - 106.4% System Intact Switch Badger 138 kv
capacitor banks offline
No project needed
4 East Krok 138/69-kV transformer 103.2% - 108.1% - 98.1% - - - Canal — East Krok 138KV line Investigation into limiting
facility resulted in higher
facility ratings
. . 108.2% 97.1% Ellinwood 138/69-kV transformer® S
4 Sunset Point — Pearl A e 69-kV line - - - - - - Rebuild line
unse n arl Avenu n 107.8% 97.0% Ellinwood — 12th Avenue 69-kV line evurah
4 Morgan — Falls 138-kV line - - - - 105.7% - - - Morgan — Plains 345-kV line Mitigated by generation
adjustments
4 White Clay 138-kV 1-2 bus tie -- -- -- -- 96.0% -- -- -- Morgan — Highway 22 345-kV line Further study needed
4 North Appleton, Apple Hills, Maes, Combined Locks tap & City B - B _ B _ B 104.1 — 105.3% System Intact Switch off area capacitor

Limits 138-kV buses

banks
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Table ZS-1
2011 Limitations and Performance Criteria Exceeded

2011 Summer Peak Case

2011 90% Load Case

2011 70% Load Case

2011 Minimum Load Case

Plannin N — - — - — - — - . . L
Zone 9 Criteria Exceeded/Need % of Facility | % of Nominal | % of Facility | % of Nominal | % of Facility | % of Nominal | % of Facility | % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage Rating Bus Voltage Rating Bus Voltage Rating Bus Voltage
4 Werner West, Werner & Hintz 138-kV buses -- -- -- -- -- -- -- 105.4 — 105.5% System Intact Switch ofszrneli capacitor
4 City Limits, Lake Park & Forest Junction 138-kV buses -- -- -- -- -- -- -- 104.1 — 105.1% System Intact Switch Oﬁb?r?lfs capacitor
Butte des Morts, Northside, Tayco, Melissa, Meadows o Switch off area capacitor
4 Kaukauna Central tap & Forest Junction 138-kV buses 104.2-105.1% System Intact banks
Kaukauna Central tap, Kaukauna Central, Kaukauna North & o Switch off area capacitor
4 North Appleton 138-kV buses B B B B B B B 104.9 - 105.3% System Intact banks
4 Glenview 138-kV bus -- -- -- -- -- -- -- 105.1% System Intact Switch ofszrneé capacitor
5 Base Case Loading Criteria Exceeded FALSE -- FALSE -- FALSE -- FALSE -- System Intact
5 Base Case Voltage Criteria Exceeded -- TRUE -- TRUE -- FALSE -- TRUE System Intact
Bluemound 230-kV bus, Allerton, Bark River, Brookdale, Mitiqated by generation
5 Cooney, Cottonwood, Germantown, Hartford, Maple and - 94.5 — 96.0% - - - - - - System Intact 9 . v
. adjustments
Summit 138-kV buses
Bluemound 230-kV bus, Bark River, Cooney, Cottonwood, Mitioated by generation
5 Germantown, Hartford, Mukwonago, Maple and Summit 138-kV -- - -- 94.5 - 95.9% -- - -- - System Intact 9 a by g
adjustments
buses
Montana, Barland, Valley, Racine, Dewey, Albers, Allerton,
Branch, Center, Everett, Fiebrantz, Hayes, Harbor, Haymarket, Mitiqated by generation
5 Kansas, Kenosha, Lincoln, Nicholson, Norwich, Oak Creek, - - - - - - - 105.0 — 105.8% System Intact 9 ad'usi/n?ents
Parkhill, Pennsylvania, Racine, Ramsey, St. Rita, 28th St, and )
Somers 138-kV buses
5 Germantown 138-kV bus - 91.3% -- - -- - -- - Germantown — Maple 138-kV line Mmgateq by generation
adjustments
5 Bark River and Germantown 138-kV buses - 91.6 -91.7% -- - -- - -- - Bark River — Sussex 138-kV line M|t|gateq by generation
adjustments
5 Bark River, Cottonwood and Germantown 138-kV buses -- - -- 91.5-91.9% -- -- -- - Bark River — Sussex 138-kV line M|t|gateq by generation
adjustments
5 Hartford 138-kV bus - 90.4% - 91.9% - - - - Hartford — St. Lawrence 138-kV line Mitigated by generation
adjustments
5 Maple, Germantown, Bark River, and Cottonwood 138-kV B 85.8 — 91.6% _ B _ B _ B Maple — Saukville 138-kV line Mltlgateq by generation
buses adjustments
5 Maple and Germantown 138-kV buses - - - 88.7 — 89.1% - - - - Maple — Saukville 138-kV line Mitigated by generation
adjustments
. 159.5% 159.2% 146.9% 146% Split Pleasant Prairie 345-kV bus 34 Mitigated by generation
5 Bain 345/138-kV transformer #5 113.6% -- -- -- Split Pleasant Prairie 345-kV bus 23 adjustments
104.7% 104.7% Split Oak Creek 230-kV bus 78 Mitigated by generation
5 Oak Creek 345/230-kV transformer T895 103.4% Split Oak Creek 230-kV bus 67 adjustments
5 Arcadian4 — Waukeshal 138-kV line 107.1% -- 131.1% -- 115.0% -- -- -- Arcadian6 — Waukesha3 138-kV line Rebuild line
. . 126.7% 111.2% Arcadian4 — Waukeshal 138-kV line .
— - 0, - - - - -
5 Arcadian6 — Waukesha3 138-kV line 110.8% 111.3% 99.8% Split Waukesha 138-kV bus 12 Rebuild line
. 101.5% 109.9% Arcadian 345/138-kV transformer #1
- - - 0, - - -
5 Arcadian 345/138-kV transformer #3 105.8% 100.3% Split Arcadian 345-KV bus 12 Replace transformer
. 101.8% Arcadian 345/138-kV transformer #1
5 Arcadian 345/138-kV transformer #2 -- - 97.5% - -- - -- - Split Arcadian 345-KV bus 12 Replace transformer
5 Albers — Kenosha 138-kV line - - 102.5% - 116.0% - - - Albers — Bain 138-kV line Mitigated by generation
adjustments
5 Waukesha 138-kV bus 12 - - 98.2% - - - - - Arcadian6 — Waukesha3 138-kV line Mitigated by generation
adjustments
102.1% 108.7% Kansas — Norwich 138-kV line
97.4% 99.4% Harbor — Norwich 138-kV line
. 97.3% 106.3% Split Dewey 138-kV bus Mitigated by generation
5 Harbor - Kansas 138-kV line -- 106.4% Dewey — Norwich 138-kV line adjustments
-- 105.4% Montana — Dewey 138-kV line
-- 102.4% Montana — Valley 138-kV line
5 Granville — Rangeline 138-kV line -- - 101.2% - -- -- -- - Cornell — Granville 138-kV line Mitigated by generation

adjustments
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Table ZS-1
2011 Limitations and Performance Criteria Exceeded

2011 Summer Peak Case

2011 90% Load Case

2011 70% Load Case

Planning o 2011 Minimum Load Case N . o
Zone Criteria Exceeded/Need % of Facility | % of Nominal | % of Facility | % of Nominal | % of Facility | % of Nominal | % of Facility | % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage Rating Bus Voltage Rating Bus Voltage Rating Bus Voltage

102.1% Valley generator #1
_ 101.3% Edgewater genere_ltor #5 ‘ Mitigated by generation
5 Oak Creek — Ramsey 138-kV line -- - 100.5% - -- - -- - Oak Creek — Pennsylvania 138-kV line adjustments
100.0% Edgewater generator #4
97.4% System Intact
5 Edgewood — St. Martins 138KV line - - - - 99.9% - - - Merrill Hills — Waukesha 138KV line Mitigated by generation

adjustments
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Table ZS-1 2011 constraints

Definition of Event Based Contingencies to be included in Appendix:

Arpin - Rocky Run 345-kV line + Port Edwards - Sand Lake 138-kV line + Port Edwards -

! Hollywood 138-kV line + Council Creek - Council Creek DPC 69-kV line

2 Dead River 345/138-kV xfmr #1 and Dead River 345/138-kV xfmr 1A

Ellinwood 138/69 kV xfmr #1 + Ellinwood - Twelfth Ave 69 kV circuit + Ellinwood - Fitzgerald

3 138 kV circuit +Ellinwood 138 kV bus tie 1-2

4 Whitcomb - CWEC Wittenberg Tap - Wittenberg Tap - Birnamwood Tap - Brooks Corner - Deer
Trail 69-kV line

5 M38 — Atlantic 138-kV line + Atlantic 138/69-kV transformer

6 Hiawatha-Engadine 69-kV line + Hiawatha 138/69-kV transformer

Event Base Contingencies




Table ZS-2
2015 Limitations and Performance Criteria Exceeded

2015 Summer Peak Case

2015 70% Load Case

2015 90% Load Case

2015 105% Load Case

2015 High Wind

Plannin - - . s
Zone 9 Criteria Exceeded/Need % of Facility | % of Nominal | % of Facility | % of Nominal | % of Facility | % of Nominal | . .. o . | %ofNominal [ % of Facility | % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage Rating Bus Voltage Rating Bus Voltage ’ Y 9 Bus Voltage Rating Bus Voltage
1 Base case loading criteria exceeded TRUE -- FALSE -- FALSE -- TRUE - FALSE - System Intact
1 Base case voltage criteria exceeded -- FALSE -- FALSE -- TRUE - FALSE - FALSE System Intact
89.5 -91.6% 88.2 - 91.5% Wautoma — Silver Lake Tap 69-kV line
1 Silver Lake, ACEC Spring Lake, Redgranite, __ 91.3-91.7% __ __ __ __ B 90.0 - 91.7% B B Silver Lake — ACEC Spring Lake 69-kV line Adjust Sunset Point 138/69-
Fountain Valley and River Run 69-kV buses -- 91.1-91.9% ACEC Spring Lake — Redgranite 69-KV line kV transformer LTCs
-- 91.2-91.4% Metomen — Ripon 69-kV line
89.0 — 89.7% 87.9 — 89.5% Metomen — Ripon 69-kV line
= 9 _ 0, - _ - AT
Dartford,Ripon Industrial Park, Northwest 90.3-91.4% 89.4 - 91.0% Ripon North\{vest Ripon Tap 69-kv _Ilne Ripon Capacitor
1 Rinon and Rinon 69-KV buses - - - - - - 91.2% - - Wautoma — Silver Lake Tap 69-KV line Expansion Proiect
P P 91.4% Northwest Ripon Tap — Dartford Tap 69-KV line P !
92.0% Silver Lake — ACEC Spring Lake 69-KV line
) . Marginal voltage,
1 Winneconne, Omro and Omro Industrial Park - 91.1 - 91.6% - - - - - 90.0% — 90.6% - - Winneconne — Sunset Point 69-kV line no mitigation needed within
69-kV buses e
this timeframe
ACEC Brooks and Grand Marsh (PP&L) 69-kV 91.9% — 92.0% Necedah Tap — Big Pond 69-kV line Marginal voltage,
1 -- -- -- -- -- -- - -- -- . ; no mitigation needed within
buses 92.0% Petenwell — Big Pond 69-kV line B
this timeframe
95.7% 95.8 — 95.9% System Intact
88.2 — 89.4% 91.6% 89.6 — 90.8% 87.7 - 88.9% ACEC Badger West - Petenwell 138-kV line . .
. Lo Adjust Council Creek 138/69-
1 Petenwell and Council Creek 138-kV buses -- 88.2 - 89.4% -- 91.6% -- 89.5 - 90.8% - 87.7 — 88.9% - - Saratoga — Petenwell 138-kV line KV transformer LTC
88.3 — 89.5% 91.7% 89.6 — 90.8% 87.8 — 89.0% ACEC Badger West — Saratoga 138-kV line
90.6 — 90.7% 90.4 — 90.6% Arpin — Rocky Run 345-kV line?
Necedah, Petenwell, Big Pond, ACEC 84.9-91.1% 90.8% — 91.6% 86.8% — 91.0% 84.1 -90.5% 91.5% — 91.6% Petenwell 138/69-kV transformer
1 Dellwood, Friendship, Houghton Rock and _ 84.9 -91.1% _ 90.8% — 91.6% _ 86.8% — 91.0% _ 84.0 — 90.5% __ 91.5% — 91.6% Petenwell — Big Pond 69-kV line McKenna Capacitor
McKenna 69-kV buses 85.2 - 91.3% 90.7% — 91.6% 86.7% — 91.0% 84.0 — 90.4% 91.5% — 91.6% Necedah Tap — Big Pond 69-kV line Expansion Project
88.8 — 91.8% 89.9% —91.7% 88.2 - 91.2% Necedah Tap — Whistling Wings Tap 69-kV line
Marginal voltage,
1 Okee 69-kV bus - - - - - - - 91.7% - - Dane — Lodi Tap 69 kV line no mitigation needed within
this timeframe
Marginal voltage,
1 ACEC Coloma 69-kV bus - - - - - - - 91.6% - - Chaffee Creek — Coloma Tap 69-kV line no mitigation needed within
this timeframe
Adjust Brooks Corners
_ - ") - 0, - 0, - 0, - 0, f _ f N had
1 Brooks Corner 69-kV bus 87.4% 89.5% 87.8% 87.5% 89.7% Whitcomb — Deer Trail 69-kV line 69/34.5-kV transformer LTC
1 Badger West 138-kV bus - 88.3% - 91.7% - 89.6% - 87.7% - - ACEC Badger West — Saratoga 138-kV line Adjust Council Creek 138/69-
kV transformer LTC
Switch Arrowhead
- . . - - . 0, - - o= o=
1 Arrowhead 345-kV bus 105.0% System Intact 230-kV capacitor bank offline
103.3% 105.5% System Intact
111.4% 100.9% 116.7% McKenna — Houghton Rock 69-kV line
108.7% 111.1% Castle Rock — Quincy ACEC 69-kV line Replace Petenwell
! Petenwell 138/69-kV transformer 107.0% 107.5% McKenna — Quincy ACEC 69-kV line transformer
105.9% 107.6% Castle Rock — McKenna 69-kV line
104.8 — 98.2% 108.0 — 102.6% Plus other less severe contingencies
104.8% 107.9% Petenwell 138/69-kV transformer Uprate Castle Rock —
1 Castle Rock — ACEC Quincy 69-kV line 104.7% - - - - - 107.9% - - - Petenwell — Big Pond 69-kV line l\/FI]cKenna 69-KV line
104.6% 107.9% Necedah Tap — Big Pond 69-kV line
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Table ZS-2
2015 Limitations and Performance Criteria Exceeded

2015 Summer Peak Case

2015 70% Load Case

2015 90% Load Case

2015 105% Load Case

2015 High Wind

Plannin - - . s
Zone 9 Criteria Exceeded/Need % of Facility | % of Nominal | % of Facility | % of Nominal | % of Facility | % of Nominal | . .. o . | %ofNominal [ % of Facility | % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage Rating Bus Voltage Rating Bus Voltage ’ Y 9 Bus Voltage Rating Bus Voltage
98.3% 96.0% 101.1% Petenwell 138/69-kV transformer Uprate Castle Rock —
1 ACEC Quincy — McKenna 69-kV line 98.2% -- -- -- 96.0% -- 101.1% - - -- Petenwell — Big Pond 69-kV line NFI)CKenna 69-KV line
98.2% 96.0% 101.1% Necedah Tap — Big Pond 69-kV line
. . . . Marginal issue, no mitigation
_ | . . . . . . . - 0, . _ . 2 '
1 Mauston — Hilltop 69-kV line S Arpin — Racky Run 345-kV line needed within this timeframe
96.9% Eau Claire — Arpin 345 kV line’ Marginal issue, no mitigation
_ _ . _ _ _ _ _ _ 0 . . . . _ . " . 22 il
1 Saratoga — ACEC Badger West 138-kV line 96-50A> King — Arpin 345-kV line . needed within this timeframe
96.4% King — Eau Claire 345 kV line
1 Caroline 115/69-kV transformer 95.9% -- -- -- -- -- 101.2% - - - Whitcomb 115/69-kV transformer Marginal |jssge, Qo mltlgatlon
needed within this timeframe
1 Chaffee Creek — Coloma Tap 69-kV line 95.0% -- -- -- -- -- 100.7% - - - Petenwell 138/69-kV transformer Marginal ISSU€, no m|t|gat|on
needed within this timeframe
1 Harrison 138/69-kV transformer 99.8% - - - - - 102.7% - - - System Intact Replace Harrison transformer
106.1% System Intact Adjust Metomen 138/69-kV
1 Metomen 138/69-kV transformer -- -- -- -- -- - - -
96.3% 104.6% North Fond du Lac 138/69-kV transformer #3° transformer LTC
1 Northwest Ripon — Ripon 69-KV line -- -- -- -- -- -- 95.9% - - - Winneconne — Sunset Point 69-kV line Marginal ISSU€, no mltlgatlon
needed within this timeframe
1 Sigel — Auburndale 69-kV line 95.4% -- -- -- -- -- 101.1% -- -- - System Intact Higher ratings -- validated
1 Vulcan — Port Edwards 138-kV line #2 123.2% ~ 123.2% ~ 122.9% ~ 123.1% B 123.1% B Port Edwards — Vulcan Chemical 138-kV #1 line Change tap on free standing
Vulcan — Port Edwards 138-kV line #1 123.0% 123.0% 122.9% 122.9% 122.9% Port Edwards — Vulcan Chemical 138-kV #2 line CT's at Port Edwards
2 Base case loading criteria exceeded TRUE - FALSE - FALSE - FALSE - FALSE - System Intact
2 Base case voltage criteria exceeded -- TRUE -- TRUE -- TRUE - TRUE - TRUE System Intact
= 122.2% M38 — Atlantic 138-kV line . .
2 M38-Atlantic 69-kV line 1115’50;/;_ = - - - = 122.2% - - - Atlantic 138/69-kV transformer axﬁgﬁfggtgi?ﬁnf;?;ﬁge
e 108.6% 122.4% M38 — Atlantic 69-kV line® ! P
) Straits — McGulpin 138-kV line 9901 . . - - 97.7% - . . . . Straits — McGulpin 138-kV line 9903 Targeted for miigation by
Straits — McGulpin 138-kV line 9903 ' Straits — McGulpin 138-kV line 9901 ; -
reinforcements
2 Lakota Road 69-kV bus - - - - - 118.1% - - - 118.1% Lakota Road — Conover 69-kV line Resolved by transformer
model adjustments
Targeted for mitigation by
2 Brevort, Hiawatha and Lakehead 138-kV buses - - - - - 90.8 — 91.0% - - - - Straits 138/69-kV transformer Eastern U.P. area
reinforcements
Engadine, Newberry, Newberry Hospital, o . . . - .
2 Roberts, LouPac, Newberry Village, Hulbert - 74.6 — 91.9% - - - 84.8 — 90.4% - 61.9-73.3% - - Hlawat_ha ~ Engadine 69-kv “.ne Mltlgate(_j by generation
80.9 — 86.9% Engadine — Newberry 69-kV line adjustments
and Eckerman 69-kV buses
2 Brimley, Goetzville, Pickford, Raco, Magazine _ _ _ _ _ _ _ 79.0 — 89.9% B B Hiawatha — Engadine 69-kV line Mitigated by generation
and Talentino 69-kV buses 79.1 — 89.1% Engadine — Newberry 69-kV line adjustments
North Bluff, Bay View, Mead, Gladstone, . .
2 Masonville, Lakehead, West Side, Escanaba, - 89.6 — 91.8% - 88.0 — 90.7% - - - 87.5 - 89.8% - - Chandler 138/69-kV transformer Mitigated by generation
Delta, Harris and Chandler 69-kV buses adjustments
Hulbert, Eckerman, LouPac, Newberry Targeted for mitigation by
2 Hospital, Newberry Village and Roberts 69-kV -- -- -- -- -- -- - 87.7-91.8% -- -- Newberry — Newberry Hospital 69-kV line Eastern U.P. area
buses reinforcements
2 LouPac, Newberry Village, Roberts 69-kV B 3 3 B B B ~ 89.7 —90.1% ~ ~ Hiawatha — Roberts? 69-kV line Taf%enge:zfﬁglggg;n by
ouses 89.7 —90.1% Newberry Hospital — Roberts 69-kV line reinforce.ménts
2 Ontonagon, Stone Container and Winona 138- _ 91.3 - 91.7% _ B _ _ _ _ __ _ M38 — Winona 138-kV line Mitigated by generation

kV buses

adjustments
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Table ZS-2
2015 Limitations and Performance Criteria Exceeded

2015 Summer Peak Case

2015 70% Load Case

2015 90% Load Case

2015 105% Load Case

2015 High Wind

Plannin - - . s
Zone 9 Criteria Exceeded/Need % of Facility | % of Nominal | % of Facility | % of Nominal | % of Facility | % of Nominal | . .. o . | %ofNominal [ % of Facility | % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage Rating Bus Voltage Rating Bus Voltage ’ Y 9 Bus Voltage Rating Bus Voltage
Straits, St. Ignace, Indian Lake, Evergreen, Adjust transformer tap
2 Valley, Glen Jenks, Manistique, Engadine, - 104.0 — 105.3% - 105.1 - 105.8% - - - - - 104.7 — 105.6% System Intact settings at Hiawatha, Indian
Hiawatha, Gould City and Curtis 69-kV buses Lake, Straits
> - — -
2 Nordic — Mountain 69-kV line _ ~ 99.7 — 101.3% N _ __ 100.9% ~ B B Changler 138/69-kV transfqrmer Mmgateq by generation
- Plains — Arnold 138-kV line adjustments
=Y - - n —_ 0,
Rudyard — Pine River 69 k.V line 100.0-100.1% Hiawatha — Engadine 69-kV line Mitigated by generation
2 Rudyard —Tone 69-kV'line B - - - - - 1033 -103.4% - B B Engadine — Newberry 69-kV line adjustments
Kinchloe — Tone 69-KV line 97.2-97.3% 9 v )
Targeted for mitigation by
2 Hiawatha 138-kV bus -- -- -- -- -- 94.5% - - - - System Intact Eastern U.P. area
reinforcements
Targeted for mitigation by
2 Straits 69-kV bus -- -- -- -- - 105.1% - - System Intact Eastern U.P. area
reinforcements
Pine River — Straits 69-kV line 101.4 - 105.2% i ha — Straits? 138-KV i Targeted for mitigation by
2 Pine River — Evergreen 69-kV line - -- -- -- 101.0 — 104.8% -- - -- -- -- Isawgt i?;/gga;:\s} f- ine Eastern U.P. area
Straits — Evergreen 69-kV line 106.5 -110.5% traits -KV transformer reinforcements
3 Base case loading criteria exceeded FALSE -- FALSE -- FALSE -- FALSE -- FALSE -- System Intact
3 Base case voltage criteria exceeded -- FALSE -- FALSE -- FALSE -- FALSE -- FALSE System Intact
3 Dane — Lodi Tap 69-kV line -- -- -- -- -- -- 98.6% - - - Island Street — Kirkwood 69-KV line Marginal ISsue, no mltlgatlon
needed within this timeframe
Lake Geneva, Katzenberg, Twin Lakes, and o ) North Lake Geneva — South
3 South Lake Geneva 69-KV buses - 88.6 — 90.2% - - - - - - - - North Lake Geneva — Lake Geneva 69-kV line Lake Geneva 138-kV line
3 Cobblestone 69-kV bus - 91.4% - - - - - 91.2% - - Cobblestone — Brick Church 69-kV line North Lake Geneva — Sputh
Lake Geneva 138-kv line
. - Marginal voltage, no
Concord, Brick Church, Williams Bay and Fort o o s B
3 ‘Atkinson 138-kV buses+B73 - - - 95.6 — 95.9% - 95.9% - - - - System Intact mltlgatlonlneeded within this
timeframe
3 Lake Geneva 69-kV bus - - - - - 91.8% - 86.6% - - North Lake Geneva — Lake Geneva 69-kV line North Lake Geneva — Sputh
Lake Geneva 138-kv line
Marginal voltage, no
3 Beloit Gateway 138-kV bus -- -- -- -- -- 91.6% - -- -- -- Beloit Gateway — Dickinson 138-kV line mitigation needed within this
timeframe
Katzenberg, Twin Lakes, and South Lake o ) North Lake Geneva — South
3 Geneva 69-KV buses - - - - - - - 87.6 — 88.3% - - North Lake Geneva — Lake Geneva 69-kV line Lake Geneva 138-kV line
95.9% 95.4% System Intact Marginal voltage, no
3 Concord 138-kV bus - - - N - 91.7% - - - - Jefferson — Crawfish River 138-kV line mltlgatlonlneeded within this
timeframe
Marginal voltage, no
) 95.6% 95.6% System Intact L AT
3 Brick Church 138-kV bus -- -- - N - 91.9% - -- -- -- Beloit Gateway — Dickinson 138-kV line mltlgatlonlneeded within this
timeframe
Marginal voltage, no
3 Crawfish River 138-kV bus -- -- -- -- -- 90.7% - -- -- -- Jefferson — Crawfish River 138-kV line mitigation needed within this
timeframe
Marginal voltage, no
. 95.9% System Intact L AT
3 Butler Ridge 138-kV bus - - - - - 91.8% - - - - Hartford — St. Lawrence 138-kV line mltlgatlonlneeded within this
timeframe
- . Marginal voltage, no
3 Wiliams Bay, Bristol, Delavan, SW Delavan, - - 91.3-91.9% - -- - -- -- -- Wempletown — Paddock 345-kV line mitigation needed within this

Brick Church and Elkhorn 138-kV buses

timeframe
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Table ZS-2
2015 Limitations and Performance Criteria Exceeded

2015 Summer Peak Case

2015 70% Load Case

2015 90% Load Case

2015 105% Load Case

2015 High Wind

Plannin - - . s
Zone 9 Criteria Exceeded/Need % of Facility | % of Nominal | % of Facility | % of Nominal | % of Facility | % of Nominal | . .. o . | %ofNominal [ % of Facility | % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage Rating Bus Voltage Rating Bus Voltage ’ Y 9 Bus Voltage Rating Bus Voltage
Beloit Gateway, BOC Gas, NW Beloit, RC9,
Williams Bay, Bristol, Delavan, West Darien,
RC2, Sunrise, Venture, Tichigan, EL&W, Sugar
Creek, Burlington, Whitewater, SW Delavan,
Rock River, Blackhawk, Paddock, Colley Road, o
3 Dickinson. Marine, Brick Church, North Lake -- -- -- 87.8-91.8% -- - -- - - - Paddock 345/138-kV transformer Further study needed
Geneva, Elkhorn, Janesville, Russell, McCue,
Viking, Townline, Wilcox, Kennedy, Tripp, Air
Liquide, University, Bluff Creek, Lakehead-
Delavan 138-kV buses
Beloit Gateway, BOC Gas, NW Beloit, RC9,
Williams Bay, Bristol, Delavan, West Darien, Marginal voltage, no
3 RC2, Venture, SW Delavan, Rock River, -- -- -- -- -- - -- - - 90.9 — 91.9% Paddock 345/138-kV transformer mitigation needed within this
Blackhawk, Paddock, Colley Road, Dickinson, timeframe
Marine, Brick Church, Townline 138-kV buses
3 Cobblestone — Zenda Tap 69-kV line 105.0% - - - - - 112.7% - - - North Lake Geneva — Lake Geneva 69-kV line North Lake Geneva — Sputh
Lake Geneva 138-kV line
3 Colley Road 138/69-KV transformer 96.9% - - - - - 100.2% - - - Paddock 138/69-kV transformer Marginal issue, no mitigation
needed within this timeframe
3 Katzenberg — Zenda Tap 69-kV line 95.3% - - - - - 102.2% - - - North Lake Geneva — Lake Geneva 69-kV line North Lake Geneva Sputh
Lake Geneva 138-kV line
102.4% NW Beloit — Paddock 138-kV line Mitigated by generation
3 Paddock — Townline 138-kV line -- -- 100.9% - - - - -- -- -- Blackhawk — NW Beloit — Paddock 138-kV line 9 ad'usi/n?ents
99.9% Blackhawk — NW Beloit 138-kv )
3 NW Beloit — Paddock 138-kV line -- -- 97.6% -- -- -- - -- -- -- Paddock — Townline 138-kV line Marginal '5396' r‘10 mltlgatlon
needed within this timeframe
3 Lake Geneva — South Lake Geneva 69-kV line -- -- -- -- -- -- 97.7% -- -- -- Cobblestone — Brick Church 69-kV line Marginal '5396' r‘10 mltlgatlon
needed within this timeframe
95.4% Paddock — Newark 69-kV line
- Paddock — Brodhead Switching Station 69-kV line”
3 North Monroe — Idle Hour 69-kV line 103.9 - 96.1% - - - - - 109.1 - 96.2% - - - Brodhead — Newark 69-kV line Bass Creek transformer
= Darlington — Gratiot 69-kV line project
- Wiota — Gratiot 69-kV line
- Darlington 138/69-kV transformer
Kegonsa — Stoughton North Tap2 69-kV line
McCue — REC Harmony — Milton Tap — Lamar| _ o B B B _ _ _ o B B B Kegonsa 138/69-kV transformer McCue to Lamar line uprate
3 69-kV line 1033 — 95.4% 109.1 - 97.7% Stoughton North Tapl — Stoughton North Tap2 69-kV line project
Stoughton East — Stoughton North 69-kV line
3 Sheepskin — Dana 69-kV line - - - - - - 99.9% - - - McCue — Lamar 69-kV line Sheepskin terminal upgrade
. Spring Green 138/69-kV transformer . )
— — - - - - - - - — 0, - - -
3 Boscobel — Wauzeka — Gran Grae 69-kV line 98.0 — 96.4% Spring Green — Lone Rock 69-kV line Gran Grae line uprate project
3 Wauzeka — Gran Grae 69-kV line 95.3% - - - - - - - - - Spring Green 138/69-kV transformer Gran Grae line uprate project
3 Timberlane Tap — West Middleton 69-kV line 101.4% - - - 96.9% - 108.0% - - - Spring Green 138/69-kV transformer West Mldd!eton to
Stagecoach line uprate
Fitchburg — Syene 69-kV line Nine Sori Pil
3 Royster — AGA Gas Tap — Pflaum 69-kV line | 111.8 — 95.2% - - - - - 117.8 - 99.1% - - - Nine Springs — Syene 69-kV line ine prlngrziectaum area
Fitchburg — Nine Springs 69-kV line® pro)
3 Royster — AGA Gas Tap - - - - 101.5% - - - - - Fitchburg — Syene 69-KV line Nine Sp”r;)grzieift'a“m area
Royster — AGA tap 69-kV line Nine Sori Pil
3 Fitchburg — Syene — Nine Springs 69-kV line | 113.4 — 97.3% - - - - - 119.3 - 102.4% - - - Pflaum — AGA tap 69-kV line ine prlngrziectaum area
Royster — AGA tap 69-kV line’ prol
3 Fitchburg — Syene 69-kV line - - - - 102.8% - - - - - Royster — AGA tap 69-kV line Nine Springs, Pflaum area

project
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Table ZS-2

2015 Limitations and Performance Criteria Exceeded

2015 Summer Peak Case

2015 70% Load Case

2015 90% Load Case

2015 105% Load Case

2015 High Wind

Plannin - - . s
Zone 9 Criteria Exceeded/Need % of Facility | % of Nominal | % of Facility | % of Nominal | % of Facility | % of Nominal | . .. o . | %ofNominal [ % of Facility | % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage Rating Bus Voltage Rating Bus Voltage ’ Y 9 Bus Voltage Rating Bus Voltage
3 Verona 138-kV bus = 95.4% - - = - - 95.1% = y System Intact traﬁ‘g#ssr:\\ére rLOTng /13\‘/5319/?(3;2\29-
87.2% 90.05% 88.4% 86.5% 91.4% Verona — Oak Ridge 138-kV line . .
kV capacitor bank project
3 Fitchburg 138-kV bus -- 95.9% -- -- -- -- - -- -- -- System Intact Verona 69-k\{ capacitor
bank project
3 Fitchburg and Oak Ridge 138-kV buses - - - - - - - 95.8 — 95.9% - - System Intact Verona 69-’I;\r/0;:ez:1c;:a0|tor bank
3 Southwest Verona 69-kV bus -- 89.6% -- -- -- 91.2% -- 88.5% -- -- Verona — Southwest Verona 69-kV line Further study needed
3 Huiskamp 138KV bus - 88.9% - 88.2% - 87.7% - 87.8% - - Huiskamp — North Madison 138-kV line Adjust Huiskamp 138/69-kV
transformer LTC
Brodhead Muni2, Brodhead Muni3, Brodhead o - . . Bass Creek transformer
3 and Brodhead Munil 69-kV buses 91.6 — 91.8% Brodhead Switching Station — Brodhead Muni3 69-kV line project
Brodhead Mun|_2, Brodhead qu|3, Brodhe_ad, Brodhead Switching Station — Brodhead Muni3 69-kV line Bass Creek transformer
3 Brodhead Munil, REC Orfordville, Orfordville, - - - - - - - 90.1-91.7% - - Brodhead Muni 2 — Brodhead Muni3 69-KV line roiect
Bass Creek and Footville 69-kV buses pro)
REC H Milton, Milton Tap, L McCue —Harmony 69-kV line Lamar 69-kV capacitor bank
3 armony, Milton, Milton Tap, Lamar, B 88.5— 91.9% B B _ _ B 86.5 — 91.9% _ _ Milton Tap — Harmony 69-kV line amar 69-kV capacitor ban
Fulton and Saunders Creek 69-kV buses .10 project
McCue — Lamar 69-kV line
3 AGA Gas 69-kV bus - - - - - - - 92.0% - - Royster — AGA tap 69-kV line Nine Sp”':ﬁzie'ift'a”m area
McFarland. Femrit dqs her 138-KV Kegonsa — McFarland 138-kV line
3 cFarland, Femri :uz;lgs precher 138- - . . - - - - 91.2 — 91.5% - = Femrite — McFarland 138-kV line Dane County Corrective Plan
Kegonsa — Femrite 138-kV line**
3 REC Harmony, Milton, Milton Tap, Lamar, -- -- -- -- -- 91.3-91.9% -- - - - McCue — Harmony 69-kV line Lamar capacitor bank
Fulton 69-kV buses
-- 96.0% - - System Intact
86.2% 86.8% 85.8% - Rubicon — Hustisford 138-kV line '
3 Hubbard and Hustisford 138-KV buses - 86.8% - - - 87.3% - 86.5% - 87.4% Hustisford — Hubbard 138-kV line Ad‘“iﬁ;\i?g;:‘i}f?fg'kv
86.8% 87.3% 86.5% 87.4% Rubicon — Hustisford — Hubbard 138-kV line
- 91.8% -- -- Hartford — Saint Lawrence 138-kV line
Fox Lake, North Beaver Dam and Beaver Dam 88.2 —88.3% 89.4 — 89.5% 87.4 - 87.5% North Randolph — Fox Lake 138-kV line Adiust North B D
3 East = 88.9% - - = = -- 88.2 — 88.3% - - Fox Lake — North Beaver Dam 138-kV line 138]/22 k\?;ransig:ln‘irer f‘rl'nc
138-kV buses 88.9% = 88.2 — 88.3% North Randolph — North Beaver Dam 138-kV line'?
Paddock 345/138-kV transformer s .
DPC Genoa generator #3 Mitigation by potential
3 Nelson Dewey — DPC Cassville 161-kV line -- -- 98.2 - 95.2% -- -- -- - - - - 10a g generation adjustments /
Columbia generator #1 Futher study needed
Columbia generator #2 y
DPC Seneca — DPC Genoa 161-kV line ine limitati
3 Nelson Dewey — DPC Cassville 161-kV line - - - - - - - - 111.2 - 109.2% - 5 DPC line limitation / further
Genoa 161/69-kV transformer study needed
Mitigation by potential
3 Darlington — North Monroe 138-kV line -- -- -- -- -- -- - - 109.3 - 95.2% -- Pad_dock 345/138-kV transformer generation adjustments /
Darlington 138/69-kV transformer
Futher study needed
ComEd Byron generator #1
ComEd Braidwood generator #1 P .
ComEd Braidwood generator #2 Mitigation by potential
3 Nelson Dewey 161/138-kV transformer - - - - - - - - 100.5 — 95.5% - . generation adjustments /
Point Beach generator #1 Futher study needed
Point Beach generator #2 Y
Kewaunee generator #1
North Madison — Vienna 138-kV line Mitigated by generation
3 West Middleton — Black Hawk 69-kV line - - 98.5 — 96.3% - - - -- - Vienna — Yahara River 138-kV line adjustments/ Potential
North Madison — Yahara River 138-kV line* Cardinal — Blount 138-kV line
3 Verona, Oak Ridge, and Fitchburg 138-kV - _ N 95.5 — 95.7% __ _ B B B B System Intact Femrite and Kegonsa 138-kV
buses capacitor banks
4 Base case loading criteria exceeded FALSE -- FALSE -- FALSE -- FALSE -- FALSE -- System Intact
4 Base case voltage criteria exceeded -- FALSE -- FALSE -- FALSE -- FALSE -- FALSE System Intact
- — — -
4 Non Converged Solution -- -- Applies -- -- -- - - Applies - Morgan — Plalr}s 345kv I|rl1e Mmgateq by generation
Morgan — Plains 345-kV line adjustments
) 103.4% 96.0% Morgan — Plains 345-kV line™® Mitigated by generation
4 Morgan — Falls 138-kV line 103.4% 95.9% Morgan — Plains 345-kV line adjustments
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Table ZS-2

2015 Limitations and Performance Criteria Exceeded

Planning 2015 Summer Peak Case 2015 70% Load Case 2015 90% Load Case 2015 105% Load Case 2015 High Wind
Zone Criteria Exceeded/Need % of Facility | % of Nominal | % of Facility | % of Nominal | % of Facility | % of Nominal % of Facility Ratin % of Nominal | % of Facility | % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage Rating Bus Voltage Rating Bus Voltage ° Y 9| Bus Voltage Rating Bus Voltage
105.1% 99.8% 102.7% 107.1% Canal — East Krok 138-kV line Invgztipzﬁiﬁti:fjﬁ;?t;in
4 East Krok 138/69-kV transformer - - - - - - 96.5% - - - Highway V 138/69-kV transformer #2° facilitygr esulted in high e?
_ B _ o . B s i
95.7% Highway V — East Krok 138-kV line facility ratings
. . 116.3% 104.6% 122.6% Ellinwood 138/69-kV transformer’ .
4 Sunset Point — Pearl Avenue 69-kV line 115.7% -- -- -- 103.7% -- 121.4% - -- - Ellinwood — 12th Avenue 69-KV line Rebuild line
0, 0 " 18
4 Highway V — Ontario 138-KV line 99% ~ ~ ~ ~ ~ 103.5:)& B B B East Krok 138/69-kV transformer19 Uprate line
- 98.7% Canal 138/69-kV transformer #1
4 Dyckesville — Rosiere 69-kV line 95.0% - - - - 99.2% -- -- -- East Krok 138/69-kV transformer*® Further study needed
4 White Clay 138-kV 1-2 bus tie -- -- 99.7% -- -- -- - -- -- -- Morgan — Highway 22 345-kV line Further study needed
4 Highway V — Preble 138-kV line -- -- 97.5% -- -- -- -- -- -- -- Morgan — Highway 22 345-kV line Further study needed
4 Canal — East Krok 138-kV line -- -- -- -- -- -- 98.0% -- -- -- Highway V 138/69-kV transformer #1%° Further study needed
4 Edgewater — Sauk Trail 138-kV line -- -- -- -- -- -- 96.8% -- -- -- Edgewater — Huebner 138-kV line Further study needed
4 East Krok — Kewaunee 138-kV line -- -- -- -- 96.0% -- - -- -- -- North Appleton 345/138 kV xfmr #1%* Further study needed
4 Manrap — Custer 69-kV line -- -- -- -- -- -- 97.2% -- -- -- Dewey — Lakefront 69-kV line Further study needed
5 Base Case Loading Criteria Exceeded FALSE FALSE FALSE FALSE FALSE
5 Base Case Voltage Criteria Exceeded TRUE FALSE TRUE TRUE FALSE
Bluemound 230-kV bus, Allerton, Brookdale, X
5 Cottonwood, Edgewood, and 28th St 138-kV -- 94.6 — 95.9% -- -- - - -- - - - System Intact Shift AIIerton_:_c;ad from T9 to
buses
Bluemound 230-kV bus, Allerton, Brookdale Shift Allerton load from T9 to
5 Cottonwood, and 28th St 138-kV buses 94.6 - 95.8% System Intact T9
Marginal voltage, no
5 Burlington and Tichigan 138-kV buses -- -- -- 90.8 — 91.0% -- -- - -- -- -- Split Burlington 138-kV bus mitigation needed within this
timeframe
Marginal voltage, no
. 95.6% System Intact L AT
5 Bark River 138-kV bus -- -- -- -- -- 91.3% - -- -- -- Bark River — Sussex 138-kV line mltlgatlon.needed within this
timeframe
Marginal voltage, no
95.3% System Intact L AT
5 Cottonwood 138-kV bus -- -- -- -- -- 91.6% - -- -- -- Bark River — Sussex 138-kV line mltlgatlon.needed within this
timeframe
-- 94.6% System Intact
- 91.9% Germantown — Maple 138-kV line Mitigated by generation
5 Germantown 138-kV bus - 91.5% Bark River — Sussex 138-kV line adjustments
91.9% 87.6% Maple — Saukville 138-kV line
Marginal voltage, no
95.8% System Intact L AR
5 Hartford 138-kV bus -- -- - - -- 91.4% - -- -- -- Hartford — St. Lawrence 138-kV line mltlgatlonlneeded within this
timeframe
- 94.8% System Intact Mitigated by generation
5 Maple 138-kV bus 91.7% 87.3% Maple — Saukville 138-KV line adjustments
. Marginal voltage, no
5 Summit, Cooney ir;ti(:ﬂsukwonago 138-kv - - - - - 95.5 - 95.8% - -- -- -- System Intact mitigation needed within this
timeframe
. 159.7% 147.3% 159.3% 159.2% 147.5% Split Pleasant Prairie 345-kV bus 34 Mitigated by generation
5 Bain 345/138-kV transformer #5 117.9% ~ — 108.2% 107.6% Split Pleasant Prairie 345-kV bus 23 adjustments
105.0% 95.3% 104.7% 104.9% 95.1% Split Oak Creek 230-kV bus 78 Mitigated by generation
5 Oak Creek 345/230-kV transformer T895 105.3% - ~ 104.5% ~ Split Oak Creek 230-KV bus 67 adjustments
5 Arcadian4 — Waukeshal 138-kV line 104.8% -- 119.6% -- 134.2% -- 105.2% -- -- -- Arcadian6 — Waukesha3 138-kV line Rebuild line
. . 101.1% 115.6% 129.7% 101.5% Arcadian4 — Waukeshal 138-kV line _—
5 Arcadian6 — Waukesha3 138-kV line - - 103.5% - 113.6% - B -- -- -- Split Waukesha 138-kV bus 12 Rebuild line
- 101.7% 105.6% - Split Arcadian 345-kV bus 12
5 Arcadian 345/138-kV transformer #3 - - 99.7% - 105.2% - - -- -- -- Arcadian 345-kV bus outage Replace transformer
99.8% 98.3% 110.9% 101.8% Arcadian 345/138-kV transformer #1
. 95.7% 97.4% Split Arcadian 345-kV bus 12
5 Arcadian 345/138-kV transformer #2 - - __ - 102.4% - - - - - Arcadian 345/138-kV transformer #2 Replace transformer
5 Bain — Kenosha 138-kV line 97.9% -- -- -- -- -- -- -- -- -- Pleasant Prairie — Zion 345-kV line Uprate Bain — Kenosha
95.7% 98.1% Zion — Arcadian 345-kV line
- 96.2% Cherry Valley — Silver Lake 345-kV line Marginal issue. no mitigation
5 Pleasant Prairie — Zion 345-kV line - - - - - - 100.2% - - - Braidwood generator #1 or #2 neeged within ihis time%rame
-- 98.5% Dresden generator #2 or #3
- 95.4% Zion Energy Ctr #1 or #2
5 Granville 345/138-KV transformer #1 - - 95.0% - 107.2% - - - - - Split Granville 345-kV bus 23 Mitigated by generation
adjustments
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Table ZS-2
2015 Limitations and Performance Criteria Exceeded

2015 Summer Peak Case

2015 70% Load Case

2015 90% Load Case

2015 105% Load Case

2015 High Wind

Plggrr:leng Criteria Exceeded/Need % of Facility | % of Nominal | % of Facility | % of Nominal | % of Facility | % of Nominal % of Facility Rating % of Nominal | % of Facility | % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage Rating Bus Voltage Rating Bus Voltage Bus Voltage Rating Bus Voltage
109.5% Kansas — Norwich 138-kV line
106.7% Dewey — Norwich 138-kV line Mitigated by generation
5 Harbor — Kansas 138-kV line -- -- 106.6% - -- - - -- -- -- Split Dewey 138-kV bus adjustments
105.7% Dewey — Montana 138-kV line
99.6 — 102.5% Plus Other Less Severe Outages
5 Albers — Kenosha 138-kV line -- -- 120.3% -- 103.3% -- 100.9% -- -- -- Albers — Bain 138-kV line Mltlgate(.j by generation
adjustments
102.1% Merrill Hills — Waukesha 138-kV line
. ’ 98.8% Paris — Air Liquide 138-kV line Mitigated by generation
5 Edgewood — St. Martins 138-kV line - - 97.4% - - - - - - - Paris — Air Liquide E Burlington 138-kV line ’ adjusi/n?ents
96.5% Burlington — Air Liquide 138-kV line
5 Oak Creek — Ramsey 138-kV line -- -- -- -- 95.6% -- - -- -- -- Oak Creek — Pennsylvania 138-kV line Marginal ISSue, no mltlgatlon
needed within this timeframe
. ’ Mitigated by generation
5 Wauesha 138-kV bus 12 -- - - - 100.1% - - - - - Arcadian6 — Waukesha3 138-kV line )
adjustments
5 Kenosha — Lakeview 138-kV line -- -- -- -- -- -- 100.7% -- -- -- Pleasant Prairie — Zion 345-kV line Rebuild line
5 Lakeview — Zion 138-kV line -- -- -- -- -- -- 96.7% -- -- -- Pleasant Prairie — Zion 345-kV line Further study needed
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Event Base Contingencies

Event Based

Continaency

Definition of Event Based Contingency

1 Saratoga — ACEC Badger West — Petenwell138-kV line
2 Arpin — Rocky Run 345-kV line + Port Edwards — Sand Lake 138-kV line + Port Edwards — Hollywood 138-kV line + Council
Creek — Council Creek DPC 69-kV line

3 Whitcomb — CWEC Wittenberg Tap — Wittenberg Tap — Birnamwood Tap — Brooks Corner — Deer Trail 69-kV line

4 Eau Clare — Arpin 345-kV line + Council Creek DPC — Council Creek 69-kV line + Hilltop — Mauston 69-kV line

5 King — Eau Claire 345-kV line + Eau Clare — Arpin 345-kV line + Eau Clare 345/161-kV transformer + Council Creek DPC —

Council Creek 69-kV line + Hilltop — Mauston 69-kV line + Lubin — Lakehead 69-kV line
6 North Fond du Lac 138/69-kV transformer #3 + North Fond du Lac — Hickory Street Tap 69-kV line + North Fond du Lac —
Rosendale 69-kV line + North Fond du Lac 69-kV bus capacitor

7 Paddock — REC Newark — Brodhead Switching Station 69-kV line

8 Fitchburg — Syene — Nine Springs 69-kV line

9 Royster — AGA tap — LCI 69-kV line

10 McCue — Harmony — Milton Tap — Lamar 69-kV line

11 Kegonsa — McFarland — Femrite 138-kV line

12 North Randolph — Fox Lake — North Beaver Dam 138-kV line

13 Genoa 161/69-kV transformer + Genoa-Seneca 161-kV line + Genoa-Lansing W 161-kV line+ Genoa-Lac Tap 161-kV line

14 North Madison-Vienna-Yahara River 138-kV line

15 Morgan — Plains 345-kV line + Morgan 24.9 kV reactor + Plains 24.9 kV reactor

16 Highway V 138/69 kV xfmr #2 + Highway V - East Krok 138 kV circuit + Highway V - Mystery Hills 138 kV circuit + Highway \{

- Oak Street 69 kV circuit
17 Ellinwood 138/69 kV xfmr #1 + Ellinwood - Twelfth Ave 6Si)kv circuit + Ellinwood - Fitzgerald 138 kV circuit +Ellinwood 138 kV|
us tie 1-2
18 East Krok 138/69 kV xfmr + Highway V - East Krok 138 kV circuit + East Krok - Canal 138 kV circuit + East Krok - Kewaunee
138 kV circuit + Beardsely - East Krok 69 kV circuit
19 Canal 138/69 kV xfmr #1 + Canal - East Krok 138 kV circuit + Canal - Sawyer 69 kV circuit + Canal - Algoma 69 kV circuit +
Canal 69 kV cap banks, 2 x 16.3 MVAr
20 Highway V 138/69 kV xfmr #1 + Highway V - Ontario 138 kV circuit + Highway V - Preble 138 kV circuit + Highway V - Finge]
Road 69 kV circuit + Highway V - Rockland 138 kV circuit + Highway V 138 kV cap bank, 2 x 18.9 MVAr

21 North Appleton 345/138 kV xfmr #1 + North Appleton - Kewaunee 345 kV circuit

22 King — Eau Clare 345-kV line + Eau Clare — Arpin 345-kV line + Eau Clare 345/161-kV transformer + Council Creek DPC —
Council Creek 69-kV line + Hilltop — Mauston 69-kV line

23 M38-Atlantic 69-kV line + Atlantic 138/69-kV transformer

24 Hiawatha-Engadine-Newberry-Newberry Hospital-Roberts 69-kV line

25 Hiawatha-Lakehead-Brevort-Straits 138-kV line
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Table ZS-3

2020 Limitations and Performance Criteria Exceeded

2020 Summer Peak Case

Plannin I o . . . R
Zone 9 Criteria Exceeded/Need % of Facility |% of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage
1 Base case loading criteria exceeded TRUE - System Intact
1 Base case voltage criteria exceeded - TRUE System Intact
84.5 - 88.2% Wautoma — Silver Lake Tap 69-kV line
) . . 86.6 — 89.6% Silver Lake — ACEC Spring Lake 69-kV line Ripon capacitor
1 Fousr:lt\;?r: I\'/ZITE’ Aé:i\llzecr sﬁznfnlc]ag:rylii%%g-rk?giées - 87.2 —90.6% Metomen — Ripon 69-kV line expansion and Install
4 88.0 — 90.6% ACEC Spring Lake — Redgranite 69-kV line capacitors at Dartford
88.6 — 91.9% Plus other less severe contingencies
94.8% System Intact
- o T o T . .
Dartford, Ripon Industrial Park, Northwest Ripon 83.2 85'10A’ . Metomen Rlp_on 69-kV line . Rlpo_n capacitor
1 and Ripon 69-kV buses - 85.0 — 86.9% Ripon — Northwest Ripon Tap 69-kV line expansion and Install
87.8 — 89.6% Wautoma — Silver Lake Tap 69-kV line capacitors at Dartford
87.9 - 91.6% Plus other less severe contingencies
84.2 — 85.0% Winneconne — Sunset Point 69-kV line
Winneconne. Omro 89.6 — 89.8% Winniconne — Omro Tap 69-kV line Ripon capacitor
1 and Omro Industrial P:':lrk 69-KV buses - 90.5-91.2% Metomen — Ripon 69-kV line expansion and Install
91.3-91.9% Wautoma — Silver Lake Tap 69-kV line capacitors at Dartford
91.3-91.9% Plus other less severe contingencies
1 Mackford Prairie and Markesan 69-kV bus = 91.7 - 91.9% North Randolph — Markesan Tap 69-kV line Rlzir;);ig%ﬂtm
96.0% System Intact
. . 104.9% Winneconne — Sunset Point 69-kV line Second Metomen — Ripon 69-
1 Metomen — Ripon 69-kV line 97.0% - Winniconne — Omro Tap 69-kV line kV line
95.9% North Randolph — Markesan Tap 69-kV line
109.4% System Intact
110.7% North Fond du Lac 138/69-kV transformer #3° Replace Metomen
1 Metomen 138/69-kV transformer 109.2% - North Fond du Lac — Rosendale Tap 69-kV line P
9 .3 138/69-kV transformer
103.4% Metomen — North Fond du Lac 69-kV line
103.2 - 95.9% Plus other less severe contingencies
. . . 106.8% Winneconne — Sunset Point 69-kV line .
1 Northwest Ripon Tap — Ripon 69-kV line 95.1% = Winneconne — Omro Tap 69-KV line Uprate line
) . 98.5% Ripon — Northwest Ripon Tap 69-kV line Marginal issue, no mitigation
! Omro — Winneconne 69-kV line 95.1% Harrison 138/69-kV transformer needed within this timeframe
) . . 103.5% Ripon — Northwest Ripon Tap 69-kV line .
1 Winneconne — Sunset Point 69-kV line 101.3% Metomen — Ripon 69-kV line Uprate line
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Table ZS-3

2020 Limitations and Performance Criteria Exceeded

2020 Summer Peak Case
Planning - o . . . N
Zone Criteria Exceeded/Need % of Facility |% of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage
— 0, — Bi - i
1 ACEC Brooks, Grand Marsh (PP&L) and B g?g _ 2?202 cr:\; ifceidé?ezip_ CB(;'% r?\gn'lt'jaigeg\-/kll/nltiane McKenna capacitor
Lincoln Pumping Station 69-kV buses 91.2 -91.6% Necedah Tap — Whistling Wings Tap 69-kV line expansion
79.3 - 87.0% Necedah Tap — Big Pond 69-kV line McKenna capacitor
Necedah, Petenwell, Big Pond, ACEC Dellwood, Friendship, 84.8 — 89.8% Necedah Tap — Whistling Wings Tap 69-kV line expansion,
1 ACEC Friendship, Houghton Rock - 90.1 - 91.4% Dellwood ACEC — Whistling Wings Tap 69-kV line | Convert Necedah to 138 kV,
and McKenna 69-kV buses 90.3-91.5% Petenwell — Big Pond 69-kV line redispatch Castle Rock
90.3-91.8% Plus other less severe contingencies generation
ACEC Winnebago, ACEC Glen o . ) . Increase capacitance at
1 and Neenah Creek 69-kV bus 90.1 - 92.0% Kilbourn — Winnebago ACEC 69-kV line Neenah Creek
89.4 — 90.2% Chaffee Creek — Coloma Tap 69-kV line
= 0, — - I
ACEC Coloma, Plainfield, Sand Lake, Hancock 90.9 - 91.9% Wautoma — Port Edwards 138-kv '”.‘e McKenna capacitor
1 and ACEC Hancock 69-kV buses - 90.9 — 92.0% Sand Lake Tap — Sand Lake 69-kV line expansion
90.9 — 92.0% Sand Lake 138/69-kV transformer P
91.6% Necedah Tap — Big Pond 69-kV line
1 ACEC Quincy and Castle Rock 69-kV bus - 91.3-91.8% Necedah Tap — Big Pond 69-kV line MCKEQSZH‘;?E:CW
v 113.4% . Necedah Tap — Big Pond 69-kV line Uprate terminal equipment at
! Chaffee Creek — Coloma Tap 69-kV line 96.3% Necedah Tap — Whistling Wings Tap 69-kV line Chaffee Creek
125.9% Necedah Tap — Big Pond 69-kV line
112.1% Necedah Tap — Whistling Wings Tap 69-kV line
1 Castle Rock — ACEC Quincy 69-kV line 104.6% - Petenwell — Big Pond 69-kV line lﬁ’;&fﬂﬁgﬁg&"ﬁﬁe‘
104.6% Petenwell 138/69-kV Transformer
101.0% Dellwood ACEC — Whistling Wings Tap 69-kV line
119.0% Necedah Tap — Big Pond 69-kV line
. . 105.3% Necedah Tap — Whistling Wings Tap 69-kV line Uprate Castle Rock —
1 ACEC Quincy — McKenna 69-kV line 98.0% - Petenwell — Big Pond 69-kV line McKenna 69-kV line
98.0% Petenwell 138/69-kV Transformer
) . ) ) Mitigated by generation
— 0 -- _ . 4
1 Hilltop — Mauston 69kV line 100.3% Arpin — Rocky Run 345-kV line adjustments
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Table ZS-3

2020 Limitations and Performance Criteria Exceeded

2020 Summer Peak Case
Planning S - . . . S
Zone Criteria Exceeded/Need % of Facility |% of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage
. L Marginal voltage, no
Sigel, Lakehead Pipeline, Port Edwards o . . . Y o
1 and Vulcan 138-kV buses - 90.7 — 91.9% Sigel — Arpin 138-kV line mmgatpn needed in this
timeframe
1 Sigel — Auburndale 69-kV line 114.2% - System Intact Line vahdigeﬂ(:]émth higher
Marginal voltage, no
1 Rozellville 69-kV bus - 91.9% Sigel 138/69-kV transformer mitigation needed in this
timeframe
1 Vulcan — Port Edwards 138-kV line #2 124.2% B Port Edwards — Vulcan Chemical 138-kV #1 line Change tap on free standing
Vulcan — Port Edwards 138-kV line #1 123.9% Port Edwards — Vulcan Chemical 138-kV #2 line CT's at Port Edwards
94.7 — 94.9% System Intact E d it tC i
89.0 — 89.5% ACEC Badger West — Saratoga 138-kV line xpan cgpac:(orsda ounci
1 Petenwell and Council Creek 138-kV buses - 89.0 — 89.6% ACEC Badger West — Petenwell 138-kV line _ reekan
o .5 Adjust Council Creek 138/69-
89.0 — 89.6% Saratoga — Petenwell 138-kV line
. i kV transformer LTC
89.6 — 91.6% Plus other less severe contingencies
95.8% System Intact
88.1% ACEC Badger West — Saratoga 138-kV line Adjust Council Creek 138/69-
1 Badger West 138-kv bus - 91.7% Arpin — Rocky Run 345-kV line* kV transformer LTC
91.8% Sigel — Arpin 138-kV line
116.3% System Intact Replace Petenwell
! Petenwell 138/69-kV transformer 122.7% - Castle Rock — Quincy ACEC 69-kV line transformer
- Marginal voltage, no
Lakehead Pipeline Portage, Endeavor o L . L o
1 and Roslin ACEC 69-kV buses 91.7 - 91.9% Portage — Lakehead Pipeline Portage 69-kV line m|t|gat|qn needed in this
timeframe
Marginal voltage, no
1 Fairwater and Brandon 69-kV bus - 91.2 -91.5% Metomen 138/69-kV transformer mitigation needed in this
timeframe
. . . Adjust Brooks Corners
N - 0 N 6
1 Brooks Corner 69-kV bus 86.7% Whitcomb — Deer Trail 69-kV line 69/34.5-kV transformer LTC
1 Harrison 138/69-kV transformer 107.1% - System Intact Replace Harrison 138/69-kV
transformer
95.7% Rocky Run 345/115-kV transformer #2 Marginal issue, no mitigation
! Rocky Run 345/115-KV transformer #3 94.6% B Rocky Run 345/115-kV transformer #1 needed within this timeframe
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Table ZS-3
2020 Limitations and Performance Criteria Exceeded

2020 Summer Peak Case

Plannin - o . . . N
Zone 9 Criteria Exceeded/Need % of Facility |% of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage
1 Caroline 115/69-kV transformer 104.9% - Whitcomb 115/69-kV transformer Replace Caroline
115/69-kV transformer
109.5% System Intact
103.4% Sand Lake Tap — Sand Lake 69-kV line
1 Wautoma 138/69-kV transformer T31 103.4% - Sand Lake 138/69-kV transformer Traﬁseff)?;irlii}@ii\c/)ma
99.7% Portage — Lakehead Pipeline Portage 69-kV line
98.2 — 95.0% Plus other less severe contingencies
M38-Atlantic 138-kV line Uprate M38-Atlantic 69-kV
2 M38 — Atlantic 69-kV line 117.9-121.7% - Atlantic 138/69-kV transformer line or mitigated by generation
M38-Atlantic 138-kV line™® adjustments
Engadine, Newberry, Newberry Hospital, Roberts, LouPac, Hlawtha-Engad|ne 69-kv ||'ne Mitigated by generation
2 Newberry Village, Hulbert, Eckerman 69-kV buses - 55.6 -89.7% Engadine-Newberry 69-kV line adjustments
y e, ’ Newberry-Newberry Hospital Tap 69-kV line )
North Bluff, Bay View, Mead, Gladstone, Masonville, Lakehead, o Mitigated by generation
2 West Side, Escanaba, Harris, Chandler 69-kV buses B SES Chandler 138/69-kV transformer adjustments
. . Adjust transformer tap
2 Straits, St. Ignace, Indian Lake, Evergreen, Valiey, Glen Jenks, - 104.0 — 105.2% System Intact settings at Hiawatha, Indian
Manistique, Engadine, Hiawatha, Gould City 69-kV buses .
Lake, Straits
2 Straits, Brevort, Lakehead, Hiawatha 138-kV buses - 90.9 -91.1% Livingstone-Emmet 138-kV line A.dJUSt transformer tap .
settings at Hiawatha, Straits
3 Base case loading criteria exceeded FALSE - System Intact
3 Base case voltage criteria exceeded - TRUE System Intact
. . Marginal voltage, no
. ) . 90.2 - 91.4% Dane — Lodi Tap 69-kV line Lo M
3 Okee, Lodi Industrial Park and Lodi 69-kV buses - 92.0% Lodi Tap — Okee Tap 69-kV line mltlgathn needed in this
timeframe
107.9% Island Street — Kirkwood 69-kV line
3 Dane — Lodi Tap 69-kV line 95.3% - Baraboo Tap — Moore Street Tap 69-kV line Rebuild line
95.3% Island Street — Moore Street Tap 69-kV line
Marginal voltage, no
3 Eagle View 69-kV bus - 91.8% Island Street — Kirkwood 69-kV line mitigation needed in this
timeframe
Island Street, Baraboo, Sauk Prairie, Prairie du Sac Muni, Marginal voltage, no
3 Tower Street, Dam Heights and Prairie du Sac Hydro 69-kV - 90.4 - 91.8% Island Street — Kirkwood 69-kV line mitigation needed in this
buses timeframe
3 Stoughton Muni South Tap — Stoughton 69-KV line 98.4% B Verona — Oak Ridge 138-kV line Potential Y-127 line uprate/

Verona 138/69-kV transformer

further study needed
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Table ZS-3
2020 Limitations and Performance Criteria Exceeded

2020 Summer Peak Case

Plannin - o . . . N
Zone 9 Criteria Exceeded/Need % of Facility |% of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage
Paddock — Newark 69-kV line
Darlington — Gratiot 69-kV line
. Brodhead — Newark 69-kV line Bass Creek transformer
3 Nhggt:r(l;/leoggoe_—l(IjolileeHl-(!)?:irGG;Q_-kli/V”Irl]r;e 118.5-95.4% -- Paddock — Newark — Brodhead Switching Station 69- | project / potential Y-87 line
P kV line uprate/ further study needed
Wiota — Gratiot 69-kV line plus other less severe
contingencies
Sheepskin generator
3 McCue — REC Harmony 69-kV line 101.4 — 98.7% -- Kegonsa — Stoughton North Tap2 69-kV line Y-61 line uprate
Kegonsa 138/69-kV transformer
3 REC Harmony — Milton Tap — Lamar 69-kV line 96.0% -- Sheepskin generator Y-61 line uprate
McCue — Harmony 69-kV line
. . . Milton Tap — Lamar 69-kV line . .
_ - — 0, -
3 Dana Corporation Tap — Sheepskin 69-kV line 111.5-103.0% McCue — Harmony — Milton Tap — Lamar 69-V line Sheepskin terminal upgrade
Milton Tap — Harmony 69-kV line
Spring Green 138/69-kV transformer
Nelson Dewey — Lancaster 138-kV line
Wauzeka — Gran Grae 69-kV line Nelson Dewey — Lancaster — Eden 138-kV line .
— 0, o -
3 Wauzeka — Boscobel 69-kV line 104.8 -95.0% Eden — Lancaster 138-kV line ¥-40 line uprate
Lone Rock — Spring Green 69-kV line plus other less
severe contingencies
Spring Green 138/69-kV transformer
Verona — Southwest Verona 69-kV line
; . . Nelson Dewey — Lancaster 138-kV line .
— - — 0, -
3 Timberlane Tap — West Middleton 69-kV line 112.9 - 95.3% Verona — Oak Ridge 138-KkV line 6927 line uprate
Verona 138/69-kV transformer
Eden — Lancaster 138-kV line
. Fitchburg — Syene 69-kV line . .
3 E‘;‘;ﬁr: :g‘: g:: '::;? ::_i':\\// |||Ir?ee 125.9 - 105.6% - Nine Springs — Syene 69-kV line Nine Sp”r;%zieift'a“m area
Fitchburg — Syene — Nine Springs 69-kV line
3 Royster — Sycamore 69-kV line 99.1% -- Femrite 138/69-kV transformer 6986 line uprate
. . Royster — AGA tap 69-kV line . .
Fitchburg — Syene 69-kV line ) Nine Springs, Pflaum area
3 . . . 128.1 — 109.5% - Pflaum — AGA tap 69-kV line :
Nine Springs — Syene 69-kV line Royster — AGA tap — Pflaum 69-kV line project
Verona, Oak Ridge, Hawk Alliant, Hawk, Cross Country, and o Femrite and Kegonsa 138-kV
3 Fitchburg 138-kV buses B Sy System Intact capacitor banks
Southwest verona, Mount Horeb Munil, Mount Horeb, Mount . Further T-D BVP study
- — 0, — -
3 Horeb Northeast, and Forward 69-kV buses 83.4-91.7% Verona — Southwest Verona 69-kV line needed
3 Idle Hour, Monroe, Monrotte)l;l'sae[:)s, and South Monroe 69-kV -- 90.6 — 91.0% North Monroe — Idle Hour 69-kV line Further study needed
3 Brodhead Muni3, Brodhead Muni2, Brodhead, and Brodhead B 91.8-92.0 % }rodhead Switching Station — Brodhead Muni3 69-KV lin Bass Creek transformer

Munil 69-kV buses

project
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Table ZS-3

2020 Limitations and Performance Criteria Exceeded

2020 Summer Peak Case

Plannin - o . . . N
Zone g Criteria Exceeded/Need % of Facility |% of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage
McCue — Harmony 69-kV line
3 REC Harmony, Milton, Milton Tap, Lamar, Fulton 69-kV buses = 88.9-91.1% Milton Tap — Harmony 69-kV line Lamar 69-kV capacitor bank
Milton Tap — Lamar 69-kV line
McCue — Harmony — Milton Tap — Lamar 69-kV line
. Reiner — Burke Tap 69-kV line - .
- - _ 0,
3 Reiner, Burke and Burke Tap 69-kV buses 91.7 - 91.9% Reiner 138/69-KV transformer Sun Prairie capacitor bank
3 AGA Gas, Pflaum, AGA Gas Tap, and Pflaum Tap 69-kV buses - 91.1-91.2% Royster — AGA tap 69-kV line Nine Sp”r“ﬁzieift'a“m area
. ) Nelson Dewey — Lancaster 138-kV line
3 Lancaster, Eden, Wyoming g/u a,‘s"eeg and Spring Green 138-kV - 87.6 — 91.9% Eden — Lancaster 138-KV line Eden capacitor bank
Nelson Dewey — Lancaster — Eden 138-kV line
3 Wyoming Valley, Spring Green, Troy, and Eden 138-kV buses -- 90.6 - 91.1% Lake Delton — Trienda 138-kV line Eden capacitor bank
3 Pleasant View, Hawk Alliant, and Hawk 138-kV buses - 91.8 — 92.0% West Middleton — Pleasant View 138-kV line Femrite and !(egonsa 138-kv
capacitor banks
3 Darlington 138-kV bus -- 90.5% Darlington — Lafayette Wind 138-kV line North Monroe capacitor bank
3 Verona 138-kV bus, Southwest verona, Sun Valley , and B 83.5 — 91.9% Verona — Oak Ridge 138-kV line r::eu;g;r/T\-/IZrEnV:Gs;f\)//
Verona 69-kV buses ' 7 Verona 138/69-kV transformer .
capacitor banks
3 Muscoda, Avoca, and Avoca Tap 69-kV buses -- 91.2% Lone Rock — Spring Green 69-kV line Boscobel capacitor bank
3 Pioneer, Mcgregor , Platteville tap, Hillman, Elmo, Cuba City, -- 89.5% Hillman 138/69-kV transformer Second Hillman transformer
and Benton 69-kV buses
Avoca, Muscoda, Avoca Tap, Arena, Spring Green, Lone Rock Second Spring Green
3 , Mazomanie Industrial, Mazomanie West, Mazomanie, Blue -- 89.8 —91.7% Spring Green 138/69-kV transformer pring
: . transformer
River Tap, and Blue River 69-kV buses
Kegonsa — McFarland 138-kV line
3 McFarland, Femrite, Sprecher 138-kV buses -- 91.2-91.8% McFarland — Femrite 138-kV line Femrite capacitor bank
Kegonsa — McFarland — Femrite 138-kV line
3 Huiskamp 138-kV bus -- 88.0% Huiskamp — North Madison 138-kV line Adjust Huiskamp 138/69-kV
transformer LTC
. Rockdale — West Middleton 345-kV line Femrite and Kegonsa 138-kV
- - —_ 0,
3 Verona, Fitchburg 138-kV buses Sy West Middleton 345/138-kV transformer capacitor banks
3 Verona, Eden, and Wyoming Valley 138-kV buses -- 91.5-91.9% Columb!a Generator un!t L Eden capacitor be_mk/ Dane
Columbia Generator unit 2 County corrective plan
3 South Fond du Lac — Koch Oil Tap 69-kV line 95.4% -- North Randolph — Fox Lake 138-kV line Further study needed
85.7 — 85.8% Rubicon — Hustisford 138-kV line .
3 Hubbard and Hustisford 138-kV bus - 86.4% Hustisford — Hubbard 138-kV line Adjusttr;l;?gxirlf_??g-kv
86.4% Rubicon — Hustisford — Hubbard 138-kV line
= Y North Randolph — Fox Lake 138-kV line
3 Fox Lake, North Beaver Dam and Beaver Dam East B ggé _ ggi;’ North Randol r;] IF\)I h BX b 138|kV line” Adjust North Beaver Dam
138KV buses ' e orth Randolph — North Beaver Dam 138-kViline™ |4 35/69 v/ transformer LTC
87.2 - 87.3% Fox Lake — North Beaver Dam 138-kV line
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Table ZS-3

2020 Limitations and Performance Criteria Exceeded

2020 Summer Peak Case

Plannin o - . - . S
Zone 9 Criteria Exceeded/Need % of Facility |% of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage
162.3% North Lake Geneva — Lake Geneva 69-kV line
. 99.8% Lake Geneva — South Lake Geneva 69-kV line North Lake Geneva — South
3 Cobblestone — Zenda Tap 69-kV line 99.1% - North Lake Geneva — Lake Geneva — South Lake Lake Geneva 138-kV line
Geneva 69-kV line
111.8% Paddock 138/69-kV transformer Bass Creek 138/69-kV
3 Colley Road 138/69-kV transformer 97.4% B Paddock — Shirland 69-kV line transformer
3 Katzenberg — Zenda tap 69-kV line 149.6% -- North Lake Geneva — Lake Geneva 69-kV line North Lake Geneva — Sguth
Lake Geneva 138-kV line
3 Katzenberg — South Lake Geneva 69-kV line 113.0% -- Cobblestone — Brick Church 69-kV line Th_|rd source |nt_o area,
possibly from Spring Valley
3 North Lake Geneva — Lake Geneva 69-kV line 105.2% - Cobblestone — Brick Church 69KV line North Lake Geneva — South
Lake Geneva 138-kV line
. 118.8% Cobblestone — Brick Church 69-kV line North Lake Geneva — South
3 Lake Geneva — South Lake Geneva 69-kV line 95.8% - Cobblestone — Zenda tap 69-kV line Lake Geneva 138-kV line
3 Cobblestone — Brick Church 69-kV line 133.3% -- North Lake Geneva — Lake Geneva 69-kV line North Lake Geneva — Sguth
Lake Geneva 138-kV line
) 105.6% North Lake Geneva 138/69-kV transformer North Lake Geneva — South
3 Brick Church 138/69-kV transformer 97.1% - North Lake Geneva — Lake Geneva 69-kV line Lake Geneva 138-kV line
3 Enzyme Bio — RC3 69-kV line 96.5% -- Brick Church 138/69-kV transformer Line Y-32 rebuild
3 Paddock 138/69-kV transformer 97.3% -- Colley Road 138/69-kV transformer Bass Creek 138/69-kv
transformer
Lake Geneva, Katzenberg, Twin Lakes, and South Lake " . North Lake Geneva — South
3 Geneva, and Zenda 69-KV buses -- 68.6 — 82.0% North Lake Geneva — Lake Geneva 69-kV line Lake Geneva 138-KV line
. North Lake Geneva — Lake Geneva — South Lake North Lake Geneva — South
- - —_ 0,
3 Twin Lakes, Katzenberg, and South Lake Geneva 69-kV buses 90.6 — 91.7% Geneva 69-KV line Lake Geneva 138-KV line
91.6% Beloit Gateway — Brick Church 138-kV line . .
91.5% Colley Road — Dickinson — Beloit Gateway — Brick | Cr'ck Shurch capacitors or
3 Brick Church 138-kV bus -- ’ ; third line into the area,
Church 138-kV line ossibly from Spring Valle
90.8% Dickinson — Beloit Gateway 138-kV line P Y pring Y
3 Twin Lakes, Katzenberg, and South Lake Geneva 69-kV buses - 90.4 — 91.5% Lake Geneva — South Lake Geneva 69-kV line North Lake Geneva — Sguth
Lake Geneva 138-kV line
3 Cobblestone, Zenda, Twin Lakes, Katzenberg 69-kV buses -- 87.7 —91.4% Cobblestone — Brick Church 69-kV line North Lake Geneva — Sguth
Lake Geneva 138-kV line
3 Twin Lakes 69-kV bus -- 91.3% Katzenberg — South Lake Geneva 69-kV line Th_|rd source |nt_o area,
possibly from Spring Valley
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Table ZS-3
2020 Limitations and Performance Criteria Exceeded

2020 Summer Peak Case
Planning - o . . . N
Zone Criteria Exceeded/Need % of Facility |% of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage
4 Base case loading criteria exceeded FALSE -- System Intact
4 Base case voltage criteria exceeded -- FALSE System Intact
0 _ 8
4 Highway V — Ontario 138-kV line 106'70A) - East Krok 138/69-kv transformerg Uprate line
102.1% Canal 138/69-kV transformer #1
0, . 10
4 Canal — East Krok 138-kV line 101.9% -- Highway V 138/69-kV transformer #1 Uprate line
96.5% Highway V — Ontario 138-kV line
109.4% Canal — East Krok 138-kV line No project needed
99.4% Highway V 138/69-kV transformer #1*° Investigation into limiting
4 East Krok 138/69-kV transformer 99.1% B Highway V — East Krok 138-kV line facility resulted in higher
95.6% Highway V 138/69-kV transformer #2™* facility ratings
4 Dyckesville — Rosiere 69-kV line 95.7% -- East Krok 138/69-kV transformer® Further study needed
0, B 12
4 Sunset Point — Pearl Avenue 69-kV line 119.1% - El!'"WOOd 138/69-kv transforme'r Rebuild line
118.9% Ellinwood — 12th Avenue 69-kV line
4 Edgewater — Sauk Trail 138-kV line 105.8% -- Edgewater — Huebner 138-kV line Uprate line
4 Sauk Trail — 20th Street 138-kV line 95.3% -- Edgewater — Huebner 138-kV line Uprate line
4 East Krok — Kewaunee 138-kV line 96.0% = North Appleton 345/138-kV transformer #1* Further study needed
4 Manrap — Custer 69-kV line 95.4% -- Dewey — Lakefront 69-kV line Further study needed
5 Base Case Loading Criteria Exceeded TRUE System Intact
5 Base Case Voltage Criteria Exceeded -- FALSE System Intact
. 159.6% Split Pleasant Prairie 345-kV bus 34 Mitigated by generation
5 Bain 345/138-kV transformer #5 108.8% - Split Pleasant Prairie 345-kV bus 23 adjustments
105.2% Split Oak Creek 230-kV bus 78 Mitigated by generation
5 Oak Creek 345/230-kV transformer T895 104.9% Split Oak Creek 230-kV bus 67 adjustments
5 Arcadian4 — Waukeshal 138-kV line 106.8% -- Arcadian6 — Waukesha3 138-kV line Rebuild line
5 Arcadian6 — Waukesha3 138-kV line 103.1% -- Arcadian4 — Waukeshal 138-kV line Rebuild line
5 Arcadian 345/138-kV transformer #3 101.9% -- Arcadian 345/138-kV transformer #1 Replace transformer
. . . 95.6% Zion — Arcadian 345-kV line Marginal issue, no mitigation
5 Pleasant Prairie — Zion 345-kV line 95.4% - Cherry Valley — Silver Lake 345-kV line needed within this timeframe
Rebuild line. The existing
5 Kenosha — Lakeview 138-kV line 102.1% -- Pleasant Prairie — Zion 345-kV line conductor is 477 ACSR and is
the limitation.
5 Lakeview — Zion 138-kV line 97.3% -- Pleasant Prairie — Zion 345-kV line No overload
Uprate the 477 ACSR section
5 Albers — Kenosha 138-kV line 106.0% - Bain — Kenosha 138-kV line of the Kenosha — Albers 138-
kV line
Bluemound 230-kV bus, Allerton, Bark River, Brookdale, Shift Allerton load from T9 to
5 Edgewood, Cottonwood,Germantown, Mukwonago, Maple, - 94.4 — 96.0% System Intact T8 or connecting KK5063 to
O'Connor, and 28th St 138-kV buses Brookdale 138-kV bus
5 Maple and Germantown 138-kV buses -- 90.4 — 90.9% Saukville — Maple 138-kV line Mltlgateq by generation
adjustments
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Table ZS-3_2020 constraints

Event Based

Contingency Definition of Event Based Contingency
Number
1 North Appleton 345/138 kV xfmr #1 + North Appleton - Kewaunee 345 kV circuit

North Fond du Lac 138/69-kV transformer #3 + North Fond du Lac - Hickory Street Tap 69-kV line + North Fond du Lac - Rosendale 69-kV

2 line + North Fond du Lac 69-kV bus capacitor
3 Metomen - Rosendale - North Fond du Lac 69-kV line

Arpin - Rocky run 345-kV line + Port Edwards - Sand Lake 138-kV line + Port Edwards - Hollywood 138-kV line + Council Creek - Council
4 .

Creek DPC 69-kV line
5 Saratoga — ACEC Badger West - Petenwell 138-kV line
6 Whitcomb - CWEC Wittenberg Tap - Wittenberg Tap - Birnamwood Tap - Brooks Corner - Deer Trail 69-kV line
7 North Randolph — Fox Lake — North Beaver Dam 138-kV line
8 East Krok 138/69 kV xfmr + Highway V - East Krok 138 kV circuit + East Krok - Canal 138 kV circuit + East Krok - Kewaunee 138 kV circuit
+ Beardsely - East Krok 69 kV circuit
9 Canal 138/69 kV xfmr #1 + Canal - East Krok 138 kV circuit + Canal - Sawyer 69 kV circuit + Canal - Algoma 69 kV circuit + Canal 69 kV
cap banks, 2 x 16.3 MVAr
10 Highway V 138/69 kV xfmr #1 + Highway V - Ontario 138 kV circuit + Highway V - Preble 138 kV circuit + Highway V - Finger Road 69 kV
circuit + Highway V - Rockland 138 kV circuit + Highway V 138 kV cap bank, 2 x 18.9 MVAr
1 Highway V 138/69 kV xfmr #2 + Highway V - East Krok 138 kV circuit + Highway V - Mystery Hills 138 kV circuit + Highway V - Oak Street
69 kV circuit

12 Ellinwood 138/69 kV xfmr #1 + Ellinwood - Twelfth Ave 69 kV circuit + Ellinwood - Fitzgerald 138 kV circuit +Ellinwood 138 kV bus tie 1-2
13 M38-Atlantic 138-kV line + Atlantic 138/69-kV transformer

Event Base Contingencies




Table ZS-4

2025 Limitations and Performance Criteria Exceeded

2025 Summer Peak Case

PI;S:;ng Criteria Exceeded/Need % of Facility % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage

1 Base case loading criteria exceeded TRUE - System Intact

1 Base case voltage criteria exceeded -- FALSE System Intact
84.6 — 88.8% Wautoma — Silver Lake Tap 69-kV line

Silver Lake, ACEC Spring Lake, Redgranite, 87.2-91.9% Metomen — Ripon 69-kV line Ripon capacitor
1 Fountain Valley, River Run, Berlin and Fox River 69-kV - 87.5-90.8% Silver Lake — ACEC Spring Lake 69-kV line expansion and Install
buses 87.5-90.2% Winneconne — Sunset Point 69-kV line capacitors at Dartford
88.8 —91.9% Plus other less severe contingencies
84.9 - 86.1% Metomen — Ripon 69-kV line . .
. . . . . . Ripon capacitor
1 Dartford,Ripon Industrial Park, Northwest Ripon _ 87.1-88.1% Ripon — Northwest Ripon Tap 69-kV line expansion and Install
and Ripon 69-kV buses 88.7 — 89.7% Winneconne — Sunset Point 69-kV line capacitors at Dartford
91.1 —91.9% Plus other less severe contingencies P
82.5-83.4% Winneconne — Sunset Point 69-kV line
. 89.6 — 89.9% Winneconne — Omro Tap 69-kV line Ripon capacitor
Winneconne, Omro . . .

1 and Omro Industrial Park 69-kV buses -- 90.1 — 90.8% Metomen — Ripon 69-kV line expansion and Install
90.8 - 91.5% Ripon — Northwest Ripon Tap 69-kV line capacitors at Dartford
91.0-91.7% Wautoma — Silver Lake Tap 69-kV line
85.6 — 86.2% Necedah Tap — Big Pond 69-kV line

— 0, —_ - i
ACEC Brooks, Grand Marsh (PP&L) and 85.6 — 86.1% Chaffee Creek : C_olomq Tap 69-kV ||ne_ _ _
1 Lincoln Pumping Station 69-kV buses -- 88.6 — 89.1% Necedah Tap — Whistling Wings Tap 69-kV line McKenna capacitor expansion
PIng 90.2 - 90.5% Wautoma — Port Edwards 138-kV line
90.5-91.9% Plus other less severe contingencies
Sigel, Lakehead Pipeline, Port Edwards, _ B o . . T

1 Vulcan and Hollywood 138-kV buses 89.8 - 91.8% Sigel — Arpin 138-kV line Further Study needed
95.8 — 96.4% System Intact
90.2 — 91.0% King — Arpin 345-kV line* Mardinl volt ioafi

1 Petenwell and Council Creek 138-kV buses - 90.2 — 91.0% Eau Claire to Arpin 345 kv/? argina’ votage, no mitigation

B % ; g needed within this timeframe
90.3 - 90.8% Arpin — Rocky Run 345-kV line
91.9% Sigel — Arpin 138-kV line
95.8 - 96.1% System Intact
_ 0 a i . .
Necedah, Petenwell, Big Pond, ACEC Dellwood, 74.5 83.30A> Necedah Tap_ Elg Pqnd 69-kV line ' McKenna capacitor expansion,
1 Friendship, ACEC Friendship, Houghton Rock _ 81.3-87.0% Necedah Tap — Whistling Wings Tap 69-kV line Convert Necedah to 138 kV,
a’nd McKenna 69-k\} buses 87.0 — 89.9% Dellwood ACEC — Whistling Wings Tap 69-kV line redispatch Castle Rock
87.0 — 89.8% Petenwell — Big Pond 69-kV line generation
87.0 —92.0% Plus other less severe contingencies
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Table ZS-4

2025 Limitations and Performance Criteria Exceeded

2025 Summer Peak Case

P';g?]',:g Criteria Exceeded/Need % of Facility % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage
1 Lakehead Pipeline Portage, Endeavor, Roslin ACEC and _ 89.5-90.8% Portage — Lakehead Pipeline Portage 69-kV line Further Study needed
Montello ACEC 69-kV buses 91.4 -91.5% Endeavor — Lakehead Pipeline 69-kV line y
95.2 - 95.5% System Intact
! _ 90.7 — 92.0% Arpin — Rocky Run 345-kVv line® Marginal voltage, no mitigation
1 Sand Lake and Wautoma 138-kV buses 91.2% Sigel — Arpin 138-kV line needed within this timeframe
92.0% Port Edwards — Sand Lake 138-kV line
86.2 - 91.0% Kilbourn — Winnebago ACEC 69-kV line
_ 0, — - i
ACEC Winnebago, ACEC Glen, Neenah Creek, ACEC Sz =L Wautoma — Port Edwards 138-kv I|r1e Increase capacitance at
1 Chateau and Westfield 69-kV buses B 91.5% Sand Lake Tap — Sand Lake 69-kV line Neenah Creek
91.5% Sand Lake 138/69-kV transformer
91.2 - 91.8% Wautoma — Port Edwards 138-kV line
83.4 — 84.5% Chaffee Creek — Coloma Tap 69-kV line
86.8 —90.7% Wautoma — Port Edwards 138-kV line
1 ACEC Coloma, Plainfield, Sand Lake, Hancock _ 87.3-91.1% Sand Lake Tap — Sand Lake 69-kV line McKenna capacitor expansion
and ACEC Hancock 69-kV buses 87.3-91.1% Sand Lake 138/69-kV transformer P P
88.6 — 89.6% Necedah Tap — Big Pond 69-kV line
90.8 — 91.8% Plus other less severe contingencies
. 88.6 — 89.2% Necedah Tap — Big Pond 69-kV line . .
1 ACEC Quincy and Castle Rock 69-kV bus 91.0 — 91.4% Necedah Tap — Whistling Wings Tap 69-kV line McKenna capacitor expansion
1 Wittenburg 69-kV bus 92.0% Whitcomb — Wittenberg CWEC 69 KV line Marginal voltage, no mitigation
needed within this timeframe
1 North Randolph — Markesan 69-kV line 96.6% - Metomen — Ripon 69-kV line Marginal ISSU€, no m|t|gat|on
needed within this timeframe
1 Markesan — Mackford Pairie 69-kV line 98.4% = Metomen — Ripon 69-kV line Marginal 1Ssu€, no mltlgatlon
needed within this timeframe
1 Arnott 138/69 KV transformer #T31 100.9% - Harrison 138/69 kV transformer Further Study needed
1 Caroline 115/69 KV transformer #T61 116.3% - Whitcomb 115/69-kV transformer Replace Caroline
115/69-kV transformer
136.3% Necedah Tap — Big Pond 69-kV line
115.0% Necedah Tap — Whistling Wings Tap 69-kV line U inal .
1 Chaffee Creek — Coloma Tap 69-kV line 106.4% - King — Eau Claire 345 kV tie line® prate terminal equipment at
0 . ) o Chaffee Creek
106.3% King — Arpin 345-kV line
106.2% -- 98.2% Plus other less severe contingencies
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Table ZS-4

2025 Limitations and Performance Criteria Exceeded

2025 Summer Peak Case

P';g?]',:g Criteria Exceeded/Need % of Facility % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage
138.6% Necedah Tap — Big Pond 69-kV line
120.7% Necedah Tap — Whistling Wings Tap 69-kV line
. . 112.9% Petenwell — Big Pond 69-kV line Uprate Castle Rock — McKenna
L Castle Rock — ACEC Quincy 69-kV line 112.9% - Petenwell 138/69-kV transformer 69-kV line
108.1% Dellwood ACEC — Whistling Wings Tap 69-kV line
105.3% -- 99.5% Plus other less severe contingencies
131.4% Necedah Tap — Big Pond 69-kV line
113.6% Necedah Tap — Whistling Wings Tap 69-kV line
. . 105.9% Petenwell — Big Pond 69-kV line Uprate Castle Rock — McKenna
! ACEC Quincy — Mckenna 69-kV line 105.9% - Petenwell 138/69-kV transformer 69-kV line
101.1% Dellwood ACEC — Whistling Wings Tap 69-kV line
95.2% Chaffee Creek — Coloma Tap 69-kV line
. . . Adjust Brooks Corners 69/34.5-
- - 0 _ N 22
1 Brooks Corners 69-kV bus 85.9% Whitcomb — Deer Trail 69-kV line KV transformer LTC
116.1% Wautoma 138/69-kV transformer
108.6% Winneconne — Sunset Point 69-kV line
1 Harrison — Harrison Tap 69-kV line 108.1% = Portage — Lakehead Pipeline Portage 69-kV line Further Study needed
106.0% Endeavor — Lakehead Pipeline 69-kV line
105.7 — 100.3% Plus other less severe contingencies
124.1% System Intact
104.8% Arnott 138/69-kV transformer .
1 Harrison 138/69 KV transformer #T1 100.7% - Whitcomb — Rosholt Tap 69-kV line Replacet?aa:]rglfs(;?:ni?SIGQ-kV
100.7% Arnott 69-kV bus
100.0 - 97.2% Plus other less severe contingencies
1 Hilltop — Mauston 69-kV line 106.7% -- Arpin — Rocky Run 345-kV line3 Further Study needed
106.5% System Intact
118.8% Winneconne — Sunset Point 69-kV line Second Metomen — Rioon 69-
1 Metomen — Ripon 69-kV line 109.7% -- Winneconne — Omro Tap 69-kV line KV line P
104.2% North Randolph — Markesan Tap 69-kV line

103.9 -- 95.8%

Plus other less severe contingencies
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Table ZS-4

2025 Limitations and Performance Criteria Exceeded

2025 Summer Peak Case

P';g?]',:g Criteria Exceeded/Need % of Facility % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage
109.8% System Intact
117.5% North Fond du Lac 138/69-kV transformer #3°
. Replace Metomen
1 Metomen 138/69 KV transformer #T31 115.7% - North Fond du Lac — Rosendale Tap 69-kV line
9 s 138/69-kV transformer
109.1% Metomen — North Fond du Lac 69 kV line
108.9 — 97.0% Plus other less severe contingencies
119.4% Winneconne — Sunset Point 69-kV line
1 Northwest Ripon — Ripon 69-kV line 105.2% -- Winneconne — Omro Tap 69-kV line Uprate line
97.0% Omro — Omro Industrial Tap 69-kV line
1 NW Ripon — Dartford 69-kV line 100.9% - Winneconne — Sunset Point 69-kV line Further Study needed
102.2% System Intact
) . 113.1% Ripon — Northwest Ripon Tap 69-kV line
1 Omro — Winneconne 69-kV line 112.4% - Metomen — Ripon 69-KV line Further Study needed
100.9% Northwest Ripon Tap — Dartford Tap 69-kV line
104.9% Eau Claire to Arpin 345 kV line?
0, . . . 7
1 Petenwell — ACEC Badger West 138-kV line 104'90A) - Eau _Clalre to Arpm 345 va I|1ne Further Study needed
104.5% King — Arpin 345-kV line
104.4% King — Eau Claire 345-kV line*
101.0% System Intact
107.6% McKenna — Houghton Rock 69-kV line
107.1% Castle Rock — Quincy ACEC 69-kV line
1 Petenwell 138/69-kV transformer 104.9% - Hilltop — Buckhorn Tap 69-kV line Replace Petenwell transformer
104.0% McKenna — Quincy ACEC 69-kV line
104.0 - 97.1% Plus other less severe contingencies
103.0% System Intact
1 Sand Lake 138/69-kV transformer 99.9% - Wautoma 138/69-kV transformer Further Study needed
95.2% Necedah Tap — Big Pond 69-kV line
106.3% System Intact
112.5% Wautoma 138/69-kV Transformer
1 Sand Lake — Sand Lake Tap 69-kV line 111.5% -- Necedah Tap — Big Pond 69-kV line Further Study needed
107.6% Trienda — Lewiston ACEC 138-kV line

107.0 — 99.3%

Plus other less severe contingencies
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Table ZS-4

2025 Limitations and Performance Criteria Exceeded

2025 Summer Peak Case

P';g?]',:g Criteria Exceeded/Need % of Facility % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage
109.3% Eau Claire to Arpin 345-kV tie line®
0 . . _ . 2
1 Saratoga — ACEC Badger West 138-kV line 109.30A> - Eau _C'a”e to Arpm 345 va Ilne Further Study needed
108.9% King — Arpin 345-kV line
108.8% King — Eau Claire 345 kV tie line*
1 Sigel — Auburndale 69-kV line 130.2% - System Intact Line validated with higher rating
1 Vulcan — Port Edwards 1 138-kV line 123.8% - Vulcan — Port Edwards 138-kV line #2 Changle tap on free standing
CT's at Port Edwards
1 Vulcan — Port Edwards 2 138-kV line 123.8% - Vulcan — Port Edwards 138-kV line #1 Changfa tap on free standing
CT's at Port Edwards
99.8% Rocky Run 345/115-kV transformer #T2
99.6% Sigel — Arpin 138-kV line Marginal issue, no mitigation
1 Rocky Run 345/115-kV transformer #T4 98.7% Rocky Run 345/115-kV transformer #T1 needed in this timeframe
95.2% Arpin 345/138-kV transformer
118.1% System Intact
113.9% Sand Lake Tap — Sand Lake 69-kV line
1 Wautoma 138/69-kV transformer #T31 113.9% - Sand Lake 138/69-kV transformer Second 12?(/?23\3 rl’;ansformer
105.8% Portage — Lakehead Pipeline Portage 69-kV line
105.0 — 95.9% Plus other less severe contingencies
1 Whitcomb 115/69-kV transformer #T31 99.4% - System Intact Marginal I.SSU?’ n.o mitigatin
needed in this timeframe
118.6% Ripon — Northwest Ripon Tap 69-kV line
118.2% Metomen — Ripon 69-kV line
1 Winneconne — Sunset Point 69-kV line 107.2% -- Northwest Ripon Tap — Dartford Tap 69-kV line Uprate line
102.2% Wautoma — Silver Lake Tap 69-kV line
97.1% Silver Lake — ACEC Spring Lake 69-kV line
2 Base case loading criteria exceeded FALSE -- System Intact
2 Base case voltage criteria exceeded -- FALSE System Intact
121.7% M38 — Atlantic 138-kV line®®
2 Atlantic — M38 69-kV line 121.6% - Atlantic 138/69-kV transformer Uprate line
117.9% Roberts — Newberry Hospital 69-kV line
2 Nordic — Mountain 69-kV line 102.4% - Chandler 138/69-kV transformer Targeted for mitigation by

Escanaba area reinforcements
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Table ZS-4
2025 Limitations and Performance Criteria Exceeded

Planning o 2025 Summer Peak Case . . o
Zone Criteria Exceeded/Need % of Facility % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage
Rudyard — Pine River 69-kV line 111.4% Mitigated by generation
2 Rudyard — Tone 69-kV line 114.7% - Engadine — Newberry 69-kV line adjustments
Kinchloe — Tone 69-kV line 107.9%
Hulbert, Brimley, Detour, Eckermann, Goetzville, Targeted for mitigation by
2 Pickford, Raco, Lou-Pac, Newberry Village, Roberts, - 75.4 — 90.4% Hiawatha — Roberts 69-kV line 69112 Eastern U.P. area
Talantino 69-kV buses reinforcements
Resolved by transformer model
2 Lakota Road 69-kV bus -- 118.1% Lakota — Conover 138/69-kV transformer ;
adjustments
Chandler, Delta, Escanaba 1, Escanaba 2, Masonville, Targeted for mitigation by
2 Mead, Gladstone, West, North Bluff, Lakehead, Bay -- 87.1—-90.2% Chandler 138/69-kV transformer .
- . Escanaba area reinforcements
View, Cornell, Harris 69-kV buses
; Targeted for mitigation b
2 Detour 69-kV bus, Brevort:, Hiawatha, Lakehead 138-kv = 90.9 - 91.9% Straits 138/69-kV transformer gEastern U.P.garea g
uses reinforcements
Hulbert, Sault, Brimley, Dafter, Detour, Eckermann,
Goetzville, Newberry, Pickford, Raco, Lou-Pac, Newberry s
Hospital, Newberry Village, Roberts, Three Mile, ESE . . Targeted for mitigation by
2 ’ . N - ! -- 56.3 — 88.2% Engadine — Newberry 69-kV line Eastern U.P. area
Hydro, Magazine, Nine Mile, Kinchloe, Rockview, reinforcements
Michigan Limestone, Pine Grove, Tone, Talantino 69-kV
buses
Hulbert, Brimley, Detour, Eckermann, Goetzville, Targeted for mitigation by
2 Pickford, Raco, Lou-Pac, Newberry Hospital, Newberry -- 72.9 -88.9% Newberry — Newberry Hospital 69-kV line Eastern U.P. area
Village, Roberts, Talantino 69-kV buses reinforcements
Hulbert, Brimley, Detour, Eckermann, Goetzville, e
Pickford, Raco, Lou-Pac, Newberry Village, Roberts . ) Targeted for mitigation by
2 S - e : . ’ - 71.6 —90.2% Newberry Hospital — Roberts 69-kV line Eastern U.P. area
Three Mile, Magazine, Michigan Limestone, Pine Grove, .
. reinforcements
Talantino 69-kV buses
3 Base case loading criteria exceeded TRUE -- System Intact
3 Base case voltage criteria exceeded -- TRUE System Intact
95.6 — 96.6% System Intact
86.3 — 89.0% Trienda — Lewiston ACEC 138-kV line
3 Kilbourn, Loch Mirror, Birchwood, Dell Creek, Zobel, _ 86.9 — 89.4% Kilbourn — Lewiston ACEC 138-kV line
Nishan, Artesian, Rock Springs 138-kV bus 86.9 — 89.4% Trienda — Kilbourn 138-kV line
89.0 — 90.8% Lake Delton — Trienda 138-kV line
91.1 — 92.0% Plus other less severe contingencies
3 Okee, Lodi Industrial Park _ 88.3 - 89.7% Dane — Lodi Tap 69-kV line
and Lodi 69-kV buses 90.2 — 91.6% Lodi Tap — Okee Tap 69-kV line
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Table ZS-4

2025 Limitations and Performance Criteria Exceeded

2025 Summer Peak Case

P';g?]',:g Criteria Exceeded/Need % of Facility % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage
95.0-95.1% System Intact
87.2 -87.3% Lake Delton — Trienda 138-kV line
90.0% Lake Delton — Kirkwood 138-kV line
3 Kirkwood and Lake Delton 138-kV buses -- 90.3-90.7% Trienda — Lewiston ACEC 138-kV line
90.4% Trienda — Kirkwood 138-kV line8
90.6 — 90.9% Kilbourn — Lewiston ACEC 138-kV line
90.6 — 90.9% Trienda — Kilbourn 138-kV line
Island Street, Baraboo, Sauk Prairie, Prairie du Sac 88.2 —90.2% Island Street — Kirkwood 69-kV line
3 Muni, Tower Street, Dam Heights -- 91.9% Baraboo Tap — Moore Street Tap 69 kV line
and Prairie du Sac Hydro 69-kV buses 91.9% Island Street — Moore Street Tap 69-kV line
101.9% Trienda — Lewiston ACEC 138-kV line
3 Artesian — Rock Springs 138-KV line 99.7% -- Kilbourn — Lewiston ACEC 138-kV line
99.7% Trienda — Kilbourn 138-kV line
105.4% Trienda — Lewiston ACEC 138-kV line
3 Kirkwood — Rock Springs 138-KV line 103.3% -- Trienda — Kilbourn 138-kV line
103.2% Kilbourn — Lewiston ACEC 138-kV line
3 Kilbourn — Lewiston 138-kV line 100.7% - Lake Delton — Trienda 138-kV line
102.6% Lake Delton — Trienda 138-kV line
3 Trienda — Lewiston 138-kV line 96.2% - Trienda — Kirkwood 138-kV line8
95.0% Lake Delton — Kirkwood 138-kV line
122.5% Island Street — Kirkwood 69-kV line
111.3% Lake Delton — Trienda 138-kV line
3 Dane — Lodi Tap 69-kV line 108.7% - Baraboo Tap — Moore Street Tap 69-kV line
108.7% Island Street — Moore Street Tap 69-kV line
102.9 — 96.5% Plus other less severe contingencies
3 Kilbourn 138/69-kV transformer #T32 99.3% -- Kilbourn 138/69-kV transformer T31
3 Portage — Columbia 1 138-kV line 100.5% - Portage — Columbia 2 138-kV line
3 Portage — Columbia 2 138-kV line 100.5% - Portage — Columbia 1 138-kV line
3 Portage — Trienda 1 138-kV line 97.5% = Portage — Trienda 2 138-kV line
3 Portage — Trienda 2 138-kV line 107.4% = Portage — Trienda 1 138-kV line
218.6% North Lake Geneva — Lake Geneva 69-kV line
3 Cobblestone — Zenda Tap 69-KV line 134.0% _ Lake Geneva — South Lake Geneva 69-kV line North Lake Geneva — South
P 132.3% North Lake Geneva — Lake Geneva — South Lake Lake Geneva 138-kV line

Geneva 69-kV line
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Table ZS-4
2025 Limitations and Performance Criteria Exceeded

Plannin 2025 Summer Peak Case
Zone 9 Criteria Exceeded/Need % of Facility % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage
127.8% Paddock 138/69-kV transformer
109.7% Paddock — Shirland 69-kV line
3 Colley Road 138/69-kV transformer 106.4% -- System Intact Bass t(r:;izlf(oi:gfg-kv
106.1% Brick Church 138/69-kV transformer
103.3 — 98.5% Plus other less severe outages
201.5% North Lake Geneva — Lake Geneva 69-kV line
3 Katzenberd — Zenda tap 69-KV line 119'4% _ Lake Geneva — South Lake Geneva 69-kV line North Lake Geneva — South
9 P ’ North Lake Geneva — Lake Geneva — South Lake Lake Geneva 138-kV line
117.8% .
Geneva 69-kV line
138.6% Cobblestone — Brick Church 69-kV line Third source into area. possibli
3 Katzenberg — South Lake Geneva 69-kV line 104.3% -- North Lake Geneva — Lake Geneva 69-kV line from Sorin Valylg y
103.9% Cobblestone — Zenda Tap 69-kV line pring Y
. 126.7% Cobblestone — Brick Church 69-kV line North Lake Geneva — South
3 North Lake Geneva — Lake Geneva 69-kV line 105.1% B Cobblestone — Zenda tap 69-kV line Lake Geneva 138-kV line
3 North Lake Geneva 138/69-kV transformer 106.8% - Brick Church 138/69-kV transformer North Lake Geneva — South
Lake Geneva 138-kV line
146.0% Cobblestone — Brick Church 69-kV line North Lake Geneva — South
3 Lake Geneva — South Lake Geneva 69-kV line 116.9% -- Cobblestone — Zenda tap 69-kV line Lake Geneva 138-kV line
101.6% Katzenberg — Zenda tap 69-kV line
178.0% North Lake Geneva — Lake Geneva 69-kV line
) . ’ Lake Geneva — South Lake Geneva 69-kV line North Lake Geneva — South
— - 0, -
3 Cobblestone — Brick Church 69-kV line 114.7% North Lake Geneva — Lake Geneva — South Lake Lake Geneva 138-kV line
113.3% .
Geneva 69-kV line
126.8% North Lake Geneva 138/69-kV transformer North Lake Geneva — South
3 Brick Church 138/69-kV transformer 109.1% - North Lake Geneva — Lake Geneva 69-kV line )
Lake Geneva 138-kV line
97.0% System Intact
3 Brick Church — Walworth 69-kV line 118.8% -- North Lake Geneva 138/69-kV transformer North Lake Geneva SQUth
Lake Geneva 138-kV line
3 Enzyme Bio — RC3 69-kV line 104.1% -- Brick Church 138/69-kV transformer Line Y-32 rebuild
3 RC3 — Clinton Tap 69-kV line 97.2% -- Brick Church 138/69-kV transformer Line Y-32 rebuild
112.5% Colley Road 138/69-kV transformer
112.3% Intact System Bass Creek 138/69-kV
3 Paddock 138/69-kV transformer 104.2% - Colley Road — Park Street 69-kV line transformer
96.3% Park Street — East Rockton 69-kV line
! . . North Lake Geneva — South
3 Walworth — Schofield tap 69-kV line 97.6% -- North Lake Geneva — Lake Geneva 69-kV line .
Lake Geneva 138-kV line
3 Schofield tap — North Lake Geneva 69-kV line 96.9% -- North Lake Geneva — Lake Geneva 69-kV line North Lake Geneva S.OUth
Lake Geneva 138-kV line
3 Paddock — Shirland Ave 69-kV line 105.2% -- Colley Road 138/69-kV transformer Further Study needed
3 Shaw — East Rockton 69-kV line 105.1% -- Paddock 138/69-kV transformer Bass Creek 138/69-kv
transformer
3 East Rockton — Park St 69-kV line 98.5% -- Paddock 138/69-kV transformer Bass Creek 138/69-kv
transformer
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Table ZS-4

2025 Limitations and Performance Criteria Exceeded

2025 Summer Peak Case

P';g?]',:g Criteria Exceeded/Need % of Facility % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage
3 Colley Road — Park St 69-kV line 109.4% -- Paddock 138/69-kV transformer Bass Creek 138/69-kv
transformer
3 McCue — Milton Lawns 69-kV line 100.6% -- Janesville 138/69-kV transformer Further Study needed
Lake Geneva, South Lake Geneva, Twin Lakes,
Katzenberg, Zenda, Cobblestone, Brick Church, Sharon, o . North Lake Geneva — South
s Walworth, Lakehead-Walworth 69-kV buses, Brick - SR North Lake Geneva — Lake Geneva 69-kV line Lake Geneva 138-kV line
Church and Williams Bay 138-kV buses
3 Twin Lakes, Katzenberg, South Lake Geneva, and Zenda _ 80.9 — 89 2% North Lake Geneva — Lake Geneva — South Lake North Lake Geneva — South
69-kV buses ) e Geneva 69-kV line Lake Geneva 138-kV line
3 Twin Lakes and Zenda 69-kV buses - 91.3-91.8% Cobblestone — Zenda tap 69-kV line North Lake Geneva — Sth
Lake Geneva 138-kV line
3 Twin Lakes, Katzenberg, South Lake Geneva and Zenda _ 79.9 — 88.3% Lake Geneva — South Lake Geneva 69-KV line North Lake Geneva — Sguth
69-kV buses Lake Geneva 138-kV line
3 Cobblestone, Zenda, Twin Lakes, Katzenberg 69-kV buses -- 84.4 — 88.8% Cobblestone — Brick Church 69-kV line North Lake Geneva - Sputh
Lake Geneva 138kV line
3 Twin Lakes and Katzenberg 138-kV buses -- 87.1 -88.3% Katzenberg — South Lake Geneva 69-kV line Third source mtp area, possiblly
from Spring Valley
Twin Lakes, Katzenberg, South Lake Geneva, Lake North Lake Geneva — South
3 Geneva, North Lake Geneva, Zenda, and Schofield 69- -- 83.9-90.4% North Lake Geneva 138/69-kV transformer .
Lake Geneva 138-kV line
kV buses
3 Brick Church and Williams Bay 138-kV buses - 90.3-91.60 | COlley Road—Dickinson - Beloit Gateway — Brick v-32 line rebuild
Church 138-kV line
3 Brick Church, Dickinson and Williams Bay 138-kV buses -- 90.6 — 91.6% Colley Road — Dickinson 138-kV line Y-32 line rebuild
3 Concord 5 138-kV bus - 91.6% split Concord 138-KV bus Marginal voltage, no mitigation
needed within this timeframe
3 RC9 , RC2, West Darien and SW Delavan 138-kV buses -- 91.6 — 91.9% RC9 — Rock River 138-kV line Y-32 line rebuild
3 Brick Church and Williams Bay 138-kV buses -- 89.3-90.7% Beloit Gateway — Dickinson 138-kV line Y-32 line rebuild
3 Brick Church and Williams Bay 138-kV buses -- 90.3 — 91.5% Beloit Gateway — Brick Church 138-kV line Y-32 line rebuild
101.0% North Randolph — Fox Lake 138-kV line
3 South Fond du Lac — Koch Oil Tap 69-kV line 96.5% - Fox Lake — North Beaver Dam 138-kV line Further study needed
96.3% North Randolph — North Beaver Dam 138-kV line®
3 Kock Oil Tap — Waupun 69-kV line 96.8% -- North Randolph — Fox Lake 138-kV line Further study needed
85.3% Rubicon — Hustisford 138-kV line .
3 Hubbard and Hustisford 138-kV bus -- 86.1% Hustisford — Hubbard 138-kV line Adjusttr;‘us?:;;irlf.?fg_kv
86.1% Rubicon — Hustisford — Hubbard 138-kV line
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Table ZS-4

2025 Limitations and Performance Criteria Exceeded

2025 Summer Peak Case

P';g?]',:g Criteria Exceeded/Need % of Facility % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage
95.9 -96.1% System Intact
84.6 — 84.7% North Randolph — Fox Lake 138-kV line .
3 Fox Lake, North Beaver Dam and Beaver Dam East __ 85.6 — 85.7% Fox Lake — North Beaver Dam 138-kV line Adjust North Beaver Dam
138-kV buses 9 138/69-kV transformer LTC
85.6 —85.7% North Randolph — North Beaver Dam 138-kV line
90.4 — 92.0% Plus other less severe contingencies
95.8 — 95.9% System Intact
3 North Randolph and Academy 138-kV bus - 91.1% Boxelder — Academy 138-kV line Further study needed
. . 91.0-91.1% South Fond du Lac — Koch Oil Tap 69-kV line
3 Koch Oil, Waupun and Alto Dairy 69-kV bus -- 91.7 — 91.8% Waupan — Koch Oil Tap 69-KV line Further study needed
= 9 Hubbard — Horicon Industrial Park 69-kV line
3 Horicon Industrial Park, Horicon and Juneau 69-kV bus -- 91.2 - 91.4% .10 Further study needed
91.7 — 91.8% South Fond du Lac — Waupun 69-kV line
3 Randolph and Didion Ethanol 69-kV bus -- 91.5-91.7% North Randolph — Randolph Tap 69-kV line Further study needed
3 McCue — REC Harmony 69-kV line 95.9% -- System Intact Second McCue-Lamar line
3 Hillman 138/69-kV transformer 100.0% - System Intact Second Hillman transformer
3 North Monroe 138/69-kV transformer 113.0% -- System Intact Bass Creek transformer
3 REC Newark — Paddock 69-kV line 97.0% -- System Intact Bass Creek transformer
3 Timberlane Tap — West Middleton 69-kV line 106.0% -- System Intact Further Study needed
Stoughton South — Stoughton 69-kV line
Oregon — Stoughton 69-kV line
Stoughton South tap — Oregon 69-kV line Bass Creek and potential
- — 0, -
3 Verona 138/69-kV transformer 112.7-96% North Monroe 138/69-kV transformer second Verona transformer
West Middleton — Timberlane 69-kV line plus other
less severe contingencies
3 Stoughton — Stoughton Mum South Tap — Oregon 69-kV 122.8 — 106.9% _ Verona — Oak Ridge 138-kV line Y127 line uprate
line Verona 138/69-kV transformer
3 Mount Horeb Northeast — Stagecoach 69-kV line 98.2% -- Verona — Southwest Verona 69-kV line Further Study needed
3 Sun Valley Tap — Oregon 69-kV line 102.1% -- Stoughton South — Stoughton 69-kV line Y119 rebuild _and potential
Oregon terminal upgrade
DPC Galena — Pilot NB 69-kV line
DPC Terr Tap — Pilot NB 69-kV line
. DPC LNGHLLW8 — Terr Tap 69-kV line .
- — 0, -
3 Hillman 138/69-kV transformer 122.1 — 95.4% DPC LNGHLLWS — Galna T8 69-KV line Secnd Hillman transformer
DPC Galna — Guilford 69-kV line plus other less
severe contingencies
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2025 Limitations and Performance Criteria Exceeded

Planning
Zone

Criteria Exceeded/Need

2025 Summer Peak Case

% of Facility % of Nominal
Rating Bus Voltage

Facility Outage(s)

Project/Mitigation

North Monroe — Idle Hour — Monroe Tap 69-kV line

139.3 - 95.9% --

Paddock — Newark 69-kV line
Brodhead — Newark 69-kV line
Paddock — Brodhead Switching Station 69-kV line™?
Darlington — Gratiot 69-kV line
Spring Grove — Brodhead Switching Station 69-kV
line
Plus other less severe outages

Bass Creek transformer and
potential Y87 line uprate

North Monroe 138/69-kV transformer

114.7 — 95.3% =

Columbia generator #1
Columbia generator #2
Darlington 138/69-kV transformer

Bass Creek transformer

Jennings Switching Station — Wiota — DPC Gratiot Tap
69-kV line

104.5-97.5% --

North Monroe — Idle Hour 69-kV line
North Monroe 138/69-kV transformer

Y34 line uprate

Brodhead Switching Station — REC Newark — Paddock
69-kV line

112.2 - 95.3% =

North Monroe — Idle Hour 69-kV line
North Monroe 138/69-kV transformer
Idel Hour — Monroe Central tap 69-kV line
Albany — Townline 138-kV line

Bass Creek transformer

McCue — REC Harmony — Milton Tap — Lamar 69-kV
line

115.6 — 95.6% --

Kegonsa — Stoughton North Tap2 69-kV line
Kegonsa 138/69-kV transformer
Stoughton North Tapl — Stoughton North Tap2 69-kV
line
Stoughton East — Stoughton North 69-kV line
Stoughton East — Stoughton 69-kV line
plus other less severe contingencies

Second McCue-Lamar line

Dana Corporation Tap — Sheepskin 69-kV line

137.1 -125.4% --

McCue — Harmony 69-kV line
Milton Tap — Lamar 69-kV line
McCue — Lamar 69-kV line™
Milton Tap — Harmony 69-kV line

Y62 line uprate and second
McCue-Lamar line

Gran Grae — Wauzeka — Boscobel 69-kV line

110.2 - 95.1% =

Spring Green 138/69-kV transformer
Nelson Dewey — Lancaster 138-kV line
Nelson Dewey — Eden 138-kV line
Eden — Lancaster 138-kV line
Eden — Wyoming Valley 138-kV line
Columbia generator #1
plus other less severe contingencies

Y40 line uprate

Boscobel — Blue River Tap 69-kV line

99.0 — 96.3% ==

Nelson Dewey — Lancaster 138-kV line
Spring Green 138/69-kV transformer
Nelson Dewey — Eden 138-kV line™*

Eden — Lancaster 138-kV line

Y124 line uprate

Spring Green 138/69-kV transformer

95.7% -

Gran Grae — Wauzeka 69-kV line

Second Spring Green
transformer
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Table ZS-4

2025 Limitations and Performance Criteria Exceeded

2025 Summer Peak Case

P';g?]',:g Criteria Exceeded/Need % of Facility % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage
3 Black Earth — Stagecoach 69-kV line 103.2% -- Spring Green 138/69-kV transformer Second Spring Green
transformer
Spring Green 138/69-kV transformer
Verona — Southwest Verona 69-kV line
3 Stagecoach — Timberlane Tap — West Middleton 69-kV 132.2 — 95.7% _ Verona — Oak Ridge 138-kV line Further Study needed
line Verona 138/69-kV transformer
Nelson Dewey — Lancaster 138-kV line plus other
less severe contingencies
Huiskamp 138/69-kV transformer
Huiskamp — North Madison 138-kV line . .
3 Dane — North Madison 69-kV line 102.8 — 95.4% = North Madison — Huiscamp 138-kV line Potential Hu;f\l;a}inr:E-Blount 138-
Waunakee Industrial Park — Huiskamp 69-kV line
North Madison — Deforest 69-kV line
3 Waunakee Industrial Park — Huiskamp 69-kV line 97.7% -- North Madison 138/69-kV transformer Y132 GOAB uprate
3 West Middleton — Pheasant Branch 69-kV line 98.5% - Waunakee Switching — V\Iliilénakee Municipal 2 69-kv 6963 line uprate
3 West Middleton 138/69-kV transformer 103.8% -- West Middleton 138/69-kV transformer Cardinal-Blount 138-kV line
3 Westport — Waunakee Muni2 69-kV line 102.3% -- West Middleton — Pheasant Branch 69-kV line Y131 line uprate
Royster — Sycamore line
3 Royster — Sycamore 69-kV line 104.1% -- Femrite 138/69-kV transformer uprate or second Femrite
transformer
3 East Towne — Sycamore 69-kV line 2 98.7% -- East Towne — Sycamore 69-kV line 1 Potential line uprate
3 East Towne — Sycamore 69-kV line 1 98.7% -- East Towne — Sycamore 69-kV line 2 Potential line uprate
) . Genoa 161/69-kV transformer
— - — 0, -
3 Nelson Dewey — Cassville 161-kV line 102.9 — 100.8% DPC Seneca — Genoa 161-kV line Further study needed
Darlington — Lafayette Wind 138-kV line
3 North M Albany — Townline Road 138-KV 101.3 — 95.3% Nelson Dewey — Potosi 138-kV line Potential X-12 rebuild
or onroe — Albany — Townline Roa -kV line .3-95.3% -- Potosi — Hillman 138-kV line otential X-12 rebui
Hillman — Nelson Dewey 138-kV line™
Verona, Oak Ridge, Hawk Alliant, Hawk, Cross Country _ B o Potential Oak Ridge capacitor
s and Fitchburg 138-kV buses s System Intact bank
3 North Monroe 138-kV bus -- 95.7% System Intact North Monroe capacitor bank
3 Spring Green, Wyoming Valley and Troy 138-kV buses -- 95.5-95.7% System Intact Further study needed
. . DPC Galena — Pilot NB 69-kV line
3 Miner, Shullsburg, Benton, Cuba City and Elmo 69-kv - 85.8 —-91.8% DPC Terr Tap — Pilot NB 69-kV line Further Study needed

buses

DPC LNGHLLW8 — Terr Tap 69-kV line
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Table ZS-4

2025 Limitations and Performance Criteria Exceeded

2025 Summer Peak Case

PI;ggleng Criteria Exceeded/Need % of Facility % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage
Southwest verona, Mount Horeb Munil, Mount Horeb, SW Verona Unity Power factor
3 Mount Horeb Northeast, Forward and Blanchardville 69- - 77.8—-91.6% Verona — Southwest Verona 69-kV line correction and 1-16.33 Mvar 69
kV buses kV capacitor bank
. SW Verona Unity Power factor
3 Aaker Road, Stoughton '\k/l\l;g'uig:th Tap and Brooklyn 69 -- 91.7 - 91.8% Stoughton South — Stoughton 69-kV line correction and 1-16.33 Mvar 69
kV capacitor bank
3 Huiskamp 138-kV bus -- 88.2% Huiskamp — North Madison 138-kV line Adjust Huiskamp 138/69-kV
transformer LTC
Eden — Rewey 69-kV line
- - — 0,
3 Rewey and Belmont 69-kV buses 90.6 —91.4% Belmont — Rewey 69-kV line Further Study needed
Idle Hour, Monroe, Monroe Tap, South Monroe, .
3 Blacksmith, Blacksmith Tap, Browntown and Spring -- 85.5 —91.6% North Monroe — Idie Hour 69-kv Ilne_ Further study needed
Grove 69-kV buses Idel Hour — Monroe Central tap 69-kV line
Brodhead Muni3, Brodhead Muni2, Brodhead, Brodhead Brodhead Switching Station — Brodhead Muni3 69-kV
3 Munil, REC Orfordville, Orfordville, Bass Creek and -- 90.3 —92% line Bass Creek transformer
Footville 69-kV buses Brodhead Muni3 — Brodhead Muni2 69-kV line
3 REC Newark and Brodhead Muni2 69-kV buses -- 91.9 —92% Paddock — Newark 69-kV line Bass Creek transformer
REC Harmony, Milton, Milton Tap, Lamar, Fulton, McCue — Harmony 69-kV line
Saunders Creek, Dana corporation, Dana Corporation 0 Milton Tap — Harmony 69-kV line )
3 Tap, REC Edgerton, Sheepskin, Evansville and Union 83.8 - 92% Milton Tap — Lamar 69-kV line Second McCue-Lamar line
Townline 69-kV buses McCue — Lamar 69-kV line™
3 Arena 69-kV bus -- 91.5% Spring Green — Arena 69-kV line Mazomanie capacitor bank
3 Cottage Grove and Gaston Road 69-kV buses -- 90.4% Kegonsa — Cottage Grove 69-kV line Sun Prairie capacitor bank
) ) Nelson Dewey — Lancaster 138-kV line
3 Lancaster, Ede”’TV:g’ OT;g?k\\jat')'sgésSp””g Green and = 87.4-91.9% Eden — Lancaster 138-kV line Potential Y105 conversion
y Nelson Dewey — Eden 138-kV line*
Albany — Townline 138-kV line
3 Albany and North Monroe 138-kV buses - 90.2 - 91% North Monroe — Albany 138-kV line North Monroe capacitor bank
Townline Road — North Monroe 138-kV line®
3 Pleasant View, Hawk Alliant and Hawk 138-kV buses -- 91.6 — 91.8% West Middleton — Pleasant View 138-kV line Further study needed
3 Verona, Fitchburg, Oak Ridge and Cross Country 138-kV _ 90.7 — 91.9% Rockdale — West Middleton 345-KV line Potential Oak Ridge capacitor
buses bank
3 Darlington and North Monroe 138-kV buses -- 87.4 —90.3% Darlington — Lafayette Wind 138-kV line North Monroe capacitor bank
3 Muscoda, Avoca and Avoca Tap 69-kV buses -- 91.1-91.3% Lone Rock — Spring Green 69-kV line Boscobel capacitor bank
3 Mcgregor, Pioneer, Platteville tap, Hillman, Elmo, Cuba - 85.5 — 90.5% Hillman 138/69-kV transformer Second Hillman transformer

City, Benton, Belmont, Miner and Shullsburg 69-kV buses
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Table ZS-4

2025 Limitations and Performance Criteria Exceeded

2025 Summer Peak Case

P';g?]',:g Criteria Exceeded/Need % of Facility % of Nominal Facility Outage(s) Project/Mitigation
Rating Bus Voltage
Idle Hour, Monroe, Monroe Tap, South Monroe, North
Monroe, Monticello, Monticello Tap, New Glarus, .
3 Blacksmith, Blacksmith Tap, Belleville, and Browntown -- 88.2 —91.9% North Monroe 138/69-kV transformer North Monroe capacitor bank
69-kV buses
3 Burke, Reiner, Burke Tap and Colorado 69-kV buses -- 90.9 —91.5% aner 138/69-kv transformer Sun Prairie capacitor bank
Reiner — Burke Tap 69-kV line
Avoca, Muscoda, Avoca Tap, Spring Green, Arena, Lone
Rock, Mazomanie Industrial, Mazomanie West, . Second Spring Green
= — 0, -
3 Mazomanie , Blue River Tap, Blue River and Black Earth el LA Spring Green 138/69-kV transformer transformer
69-kV buses
Southwest verona, Sun Valley, Verona, Sun Valley Tap, SW Verona Unity Power factor
3 Brooklyn, Belleville, Oregon, Mount Horeb Munil and -- 87.3-91.9% V\;f;?]r;a_lgilksQR}EV;?QSTCK/”:ienre correction and 1-16.33 Mvar 694
Mount Horeb 69-kV buses 9 kV capacitor bank
3 Verona, Fitchburg and Oak Ridge 138-kV buses -- 90.9 — 92.0% West Middleton 138/69-kV transformer Potential Oalg;]lsge capacitor
3 Verona, Eden, Spring Green, Troy and Wyoming Valley __ 90.3 — 91.8% Columbia Generator Unit 1 Potential Oak Ridge capacitor
138-kV buses ) o7 Columbia Generator Unit 2 bank
4 Base case loading criteria exceeded TRUE -- System Intact
4 Base case voltage criteria exceeded -- FALSE System Intact
115.2% East Krok 138/69-kV transformer*®
4 Highway V — Ontario 138-kV line 110.6% -- Canal 138/69-kV transformer #17 Uprate line
102.8% Canal — East Krok 138-kV line
. 106.9% Highway V 138/69-kV transformer #1 ,
4 Canal — East Krok 138-kV line - Uprate line
101.0% Highway V — Ontario 138-kV line P
109.5% Canal — East Krok 138-kV line N oot ded | igati
; o project needed Investigation
99.3% Highway V 138/69-kV transformer #1'® . o . )
4 East Krok 138/69-kV transformer 98.2% -- Highway V — East Krok 138-kV line into &Tlgggfiﬁ::g/yrzisnulged in
97.7% Highway V 138/69-kV transformer #2*° 9 9
4 Dyckesville — Rosiere 69-kV line 96.0% -- East Krok 138/69-kV transformer*® Further study needed
. . 122.1% Ellinwood 138/69-kV transformer® S
4 Sunset Point — Pearl Avenue 69-kV line -- Rebuild line
121.9% Ellinwood — 12th Avenue 69-kV line
4 Sunset Point 138/69-kV transformer #1 105.1% -- Sunset Point 138/69-kV transformer #2 Replace transformer
4 Sunset Point 138/69-kV transformer #2 95.7% -- Sunset Point 138/69-kV transformer #1 Further study needed
4 Neevin — Woodenshoe 138-kV line 97.5% = Fitzgerald 345/138-kV transformer #1%* Further study needed
4 Edgewater 345/138-kV transformer #1 95.1% -- Edgewater 345/138-kV transformer #2 Further study needed
102.0% System Intact
4 Edgewater 138/69-kV transformer #1 99.0% -- Edgewater 138/69-kV transformer #2 Replace transformer
4 Edgewater 138/69-kV transformer #2 100.0% -- System Intact Replace transformer
. . 118.4% Edgewater — Huebner 138-kV line .
4 Edgewater — Sauk Trail 138-kV line 95.0% - Lodestar — Huebner 138-KV line Uprate line
4 Sauk Trail — 20th Street 138-kV line 107.0% -- Edgewater — Huebner 138-kV line Further study needed
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Table ZS-4

2025 Limitations and Performance Criteria Exceeded

Plannin 2025 Summer Peak Case
Zone 9 Criteria Exceeded/Need % of Facility % of Nominal Facility Outage(s) Project/Mitigation

Rating Bus Voltage

4 Manrap — Custer 69-kV line 98.2% -- Dewey — Lakefront 69-kV line Further study needed

4 Bluestone 69-kV bus -- 90.5% Finger Road — Bluestone 69-kV line Further study needed

5 Base Case Loading Criteria Exceeded FALSE System Intact

5 Base Case Voltage Criteria Exceeded -- FALSE System Intact

. 159.4% Split Pleasant Prairie 345-kV bus 34 Mitigated by generation

5 Bain 345/138-kV transformer #5 106.5% B Split Pleasant Prairie 345-kV bus 23 adjustments
105.0% Split Oak Creek 230-kV bus 67 Mitigated by generation

5 Oak Creek 345/230-kV transformer T895 104.8% Split Oak Creek 230-kV bus 78 adjustments

5 Arcadian 345/138-kV transformer #3 95.5% - Arcadian 345/138-kV transformer #1 Replace Arcadian transformer
101.9% Zion — Arcadian 345-kV line

5 Pleasant Prairie — Zion 345-kV line 98.7% - Cherry Valley — Silver Lake 345-kV line Uprate line
95.4% Kenosha — Lakeview 138-kV line
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Event Based Contingencies

Event Based

Contingency Definition of Event Based Contingency
Number
1 King - Eau Claire 345-kV line + Eau Claire - Arpin 345-kV line + Eau Claire 345/161-kV transformer + Council Creek DPC - Council Creek 69-kV line +
Hilltop - Mauston 69-kV line
2 Eau Claire - Arpin 345-kV line + Council Creek DPC - Council Creek 69-kV line + Hilltop - Mauston 69-kV line
3 Arpin - Rocky Run 345-kV line + Port Edwards - Sand Lake 138-kV line + Port Edwards - Hollywood 138-kV line + Council Creek - Council
Creek DPC 69-kV line
4 King - Eau Claire 345-kV line + Eau Claire - Arpin 345-kV line + Eau Claire 345/161-kV transformer + Council Creek DPC - Council Creek
69-kV line + Hilltop - Mauston 69-kV line + Lubin - Lakehead 69-kV line
5 North Fond du Lac 138/69-kV transformer #3 + North Fond du Lac - Hickory Street Tap 69-kV line + North Fond du Lac - Rosendale 69-
kV line + North Fond du Lac 69-kV bus capacitor
6 Metomen - Rosendale - North Fond du Lac 69-kV line
7 Eau Claire - Arpin 345-kV line + Council Creek DPC - Council Creek 69-kV line + Hilltop - Mauston 69-kV line + Lubin - Lakehead 69-kV
line
8 Trienda - Lake Delton 138-kV line + Lake Delton - Kirkwood 138-kV line
9 North Randolph — Fox Lake — North Beaver Dam 138-kV line
10 South Fond du Lac - Koch Oil tap 69 kV circuit + Koch Oil tap - Waupun 69 kV circuit + Koch Oil tap - Koch Oil 69 kV circuit
11 Nelson Dewey — Lancaster — Eden 138-kV line
12 Paddock - Brodhead Switching Station 69-kV line
13 McCue — Harmony — Milton Tap — Lamar 69-kV line
14 Hillman — Potosi — Nelson Dewey 138-kV line
15 Townline Road — Albany — North Monroe 138-kV line
16 East Krok 138/69 kV xfmr + Highway V - East Krok 138 kV circuit + East Krok - Canal 138 kV circuit + East Krok - Kewaunee 138 kV
circuit + Beardsely - East Krok 69 kV circuit
17 Canal 138/69 kV xfmr #1 + Canal - East Krok 138 kV circuit + Canal - Sawyer 69 kV circuit + Canal - Algoma 69 kV circuit + Canal 69 kV
cap banks, 2 x 16.3 MVAr
18 Highway V 138/69 kV xfmr #1 + Highway V - Ontario 138 kV circuit + Highway V - Preble 138 kV circuit + Highway V - Finger Road 69 kV
circuit + Highway V - Rockland 138 kV circuit + Highway V 138 kV cap bank, 2 x 18.9 MVAr
19 Highway V 138/69 kV xfmr #2 + Highway V - East Krok 138 kV circuit + Highway V - Mystery Hills 138 kV circuit + Highway V - Oak Street
69 kV circuit
20 Ellinwood 138/69 kV xfmr #1 + Ellinwood - Twelfth Ave 69 kV circuit + Ellinwood - Fitzgerald 138 kV circuit +Ellinwood 138 kV bus tie 1-2
21 Fitzgerald 345/138 kV xfmr + Fitzgerald - North Appleton 345 KV circuit + Fitzgerald - South Fond du Lac 345 kV circuit
22 Whitcomb - CWEC Wittenberg Tap - Wittenberg Tap - Birnamwood Tap - Brooks Corner - Deer Trail 69-kV line
23 Atlantic 138/69-kV transformer + M38 — Atlantic 138-kV line
24 Hiawatha — Engadine — Newberry — Roberts 69-kV line
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Table ZS-10
Zone 3 Load and Generation

Zone 3 2011 2015 2020 2025
Peak Forecast (megawatts) 3242.2 | 3531.6 3948.1 4368.1
Average Peak Load Growth N/A 2.16% 2.25% 2.04%
Existing Generation Capacity (megawatts) 3882.7 | 3882.7 3882.7 3882.7
Existing Capacity Less Load 6405 | 351.1 -65.4 -485.4
Existing Generation Capacity plus Modeled

Generating Capacity Additions (megawatts) | 41854 | 4185.4 4185.4 4185.4
Modeled Capacity Less Load (megawatts) 943.2 653.8 237.3 -182.7




